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Abstract
The penetration of Renewable Energy Sources (RES) in electricity grids has increased
worldwide over the past decade because of their decreasing costs, especially of Photo-
voltaic (PV) and wind generation resources with government support for their deployment
to counteract global warming effects. Indeed, nowadays, not only utility-scale, but small-
scale RES connected at the distribution level are being installed by residential and indus-
trial customers to improve their energy supply and costs. In this context, Energy Storage
Systems (ESSs) can be used to facilitate the integration of RES into the grid; Battery
Energy Storage Systems (BESSs) being a relatively matured and suitable storage tech-
nology for such applications. In particular, distribution systems in some jurisdictions are
experiencing an increasing number of new installations of Distributed Energy Resources
(DERs), including PV generation accompanied by BESSs, thus, transforming the tradi-
tionally passive utility grids into Active Distribution Networks (ADNs), whose operation
has the potential to influence the transmission system upstream. Some issues associated
with large quantities of DERs connected to ADNs are reduction of transmission level flexi-
bility to accommodate changes at the distribution system, larger frequency deviations due
to reduction of system inertia, and various other grid stability issues associated with DER
converter interfaces. BESSs can help address some of these problems by providing grid
services such as voltage control, oscillation damping, frequency regulation, and active and
reactive power control. As a result, appropriate assessment of the integration of DERs
on transmission grids, particularly BESSs, is necessary. In this thesis, the impacts of
grid-scale and distributed BESSs connected at the distribution system level, on the trans-
mission grid are studied, for which suitable models for steady-state and dynamic analyses
are proposed. Thus, first, a dynamic average BESS model is proposed, which comprises
a simplified representation of the battery cells to allow simulating the effects of battery
degradation, a bidirectional buck-boost converter (dc-to-dc), a Voltage Source Converter
(VSC), an ac filter, and associated controls. The decoupled dq-current control of the VSC
enables independent control of the BESSs’ active and reactive power injections, thus allow-
ing their operation in several modes studied and improved in this work, namely, constant
active and reactive power, constant power factor, voltage regulation, frequency regulation,
oscillation damping, and a combination of the last two. The BESS average model is in-
cluded within a commercial-grade software for power system analysis, validated against a
detailed model that considers the high-frequency switching in the converters, and tested
for different contingencies when connected to a benchmark system to demonstrate the ef-
fectiveness of a grid-scale BESS to provide the services stated earlier. In the second part of
the thesis, in order to investigate the effects of distributed BESSs connected to ADNs, on
the transmission grid, for dynamic electrical studies, an aggregated black-box BESS model
iv
at the boundary bus of the transmission and ADN is proposed. ADN measurements of
the aggregated response of the BESSs at the boundary bus with the transmission system
are used to develop the aggregated black-box model, which is based on two Neural Net-
works (NNs), one for active power and the other for reactive power, with their optimal
topology obtained using a Genetic Algorithm (GA). Detailed simulations are performed
considering multiple BESSs connected to a CIGRE benchmark and located at a load bus of
the 9-bus WSCC benchmark transmission network to generate training data for the NNs.
Then, the test ADN is replaced by the proposed black-box model, with aggregated models
of the loads and PV generation, demonstrating that the model can accurately reproduce
the results obtained for trained and untrained events. The main conclusions of this work
are that the inclusion of the proposed controllers for the BESS can significantly improve
the contribution of both grid-scale and distribute BESSs to the stability of transmission
grids. In addition, the need of including the dc-to-dc converter in the BESS model for
dynamic studies is demonstrated, especially when degraded batteries are considered, due
to the limitations this operating condition creates on the dc-to-dc operation and its asso-
ciated controller. Finally, the proposed methodology used to develop the black-box model
to represent the aggregated response of BEESs is proved to be robust, since this model is
shown to accurately reproduce the behavior the aggregated response of the battery systems
providing various grid services, not only for the events and associated data used to train
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The penetration of Renewable Energy Systems (RESs) in electricity grids has increased
worldwide over the past decade because of their decreasing costs, especially of solar and
wind generation technologies, and in view of government support for the deployment of
renewable generation projects to counteract global warming effects. In the early stages
of development, only bulk RESs was economically feasible because of their high capital
costs; however, nowadays small-scale RESs installations are being deployed by consumers
to achieve energy resiliency and independence, which are some of the characteristic of
future smart grids. The integration of RESs presents some challenges, especially those
associated with intermittency. In this context, Energy Storage Systems (ESSs) can pro-
vide the flexibility to mitigate the effects of intermittent RESs, while also increasing the
system efficiency with the proper utilization of the energy generated by these resources [1],
[2]. Even though large-scale ESSs facilities of most technologies are still not viable eco-
nomically [1], utility-scale, and especially medium- and small-scale applications are viable
options for Battery Energy Storage Systems (BESSs). The dropping prices of lithium-ion
battery packs, accompanied by the increasing interest of household owners, industry, and
commercial customers on installing dependable small-scale RESs, solar Photovoltaic (PV)
being the most common, connecting electric vehicles to the grid, and using smart loads, is
boosting the deployment of BESSs to facilitate the integration of these Distributed Energy
Resources (DERs) at the distribution level, in the context of Active Distribution Networks
(ADNs) [3]. However, their widespread adoption and penetration introduces new challenges
in the operation of distribution systems, such as bi-directional power flows, and protec-
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tion coordination. Thus, several projects of tens of MWs connected either at transmission
and distribution system levels are being planned and deployed worldwide, such as the
100-MW/120-MWh Hornsdale project in Australia, which is the world’s largest lithium-
ion battery installation, which will provide grid services such as frequency regulation and
capacity firming [4].
As the penetration level of DERs, particularly BESS and PV generation, increases in
the ADN, their operation will also influence the transmission system upstream [3], [5].
Some of the issues are [3]: decrease in grid stiffness, reduction of transmission flexibility to
accommodate changes in the load at the distribution level, larger frequency deviations due
to reduction of system inertia, and grid stability issues. However, ADNs have the potential
of improving transmission operations if the operation of the two systems are coordinated,
since some DERs, especially BESSs, are fast in nature and, thus, can provide services,
such as frequency regulation, voltage control, and/or oscillation damping. Since BESS can
help address some of these issues at the transmission level either directly connected at
the transmission system or spread within the distribution systems, appropriate models are
needed to better understand their impact and potential contributions.
The excessive computational burden involved in modeling an actual distribution grid
with all its components, along with the transmission grid, for integrated systems studies,
has motivated the use of aggregated models of distribution system components. For ex-
ample, different approaches to develop equivalent models of Distributed Generation (DG)
sources (solar, diesel, and wind) are reported in the literature [6–8], and extensive work
has been reported on the development of load models [9, 10]. However, little research has
been conducted on finding equivalent dynamic models for distributed BESS. As a result,
this is an open area of research that needs to be investigated, considering the growing
number of DERs, especially BESS, that would likely be required in the near future [4]. In
order to study the role and impact of distributed BESSs on transmission systems, and in
the absence of data from distribution systems with actual distributed BESSs connected
to them, simulations of benchmark test systems can be used instead, for which suitable
models that allow simulating BESS providing grid services, such as frequency regulation,
are needed.
From the aforementioned discussion, the main objective of this thesis is to investigate
and propose BESS models with adequate control features to provide grid services, and
analyze their applications in transmission system dynamics, either when directly connected
to the transmission system, or when operating as part of ADNs. For the latter, models to
represent the aggregated response of small-sized residential installations and medium-sized
BESS for commercial and industrial applications, will be developed based on measurements
of electrical variables at the boundary bus between transmission and distribution, which
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is an approximate but practical modeling approach.
1.2 Literature Review
In this section, a literature review on modeling, impact analysis, and aggregation of BESSs
connected to transmission systems is presented. The scope of the BESS models and studies
in this thesis is focused on those relevant for dynamic studies of power systems.
1.2.1 BESS Models and Studies for Utility-scale Applications
Most existing BESS models concentrate on representing the dynamics of the controllers,
neglecting the Voltage Source Converter (VSC) and its limits. Also, the dc-to-dc converter
that connects the VSC and the batteries, is normally represented as a voltage or current
source. In [11], for example, a generic mathematical model of an ESS connected to the
transmission grid is proposed, and a BESS is modeled as a STATCOM connected to a
battery on its dc side, which is represented by a dc source in series with a resistor, both in
parallel with a capacitor. The VSC that connects the BESS to the grid is represented as
an average model. Thus, the dynamic response of the BESS is exclusively determined by
the capacitor in the dc link between the battery and VSC, and PI controllers are used to
regulate the dc link voltage and the ac terminal voltage of the VSC. However, this model
does not allow control over the active or reactive power, and a dc-to-dc converter to control
the charge and discharge of the battery is not considered.
In [12], a BESS is also modeled as a STATCOM with a storage unit that allows exchange
of active power with the grid, and which is used to enhance the transient stability and
oscillation damping of a test power system. The VSC, which is connected to the main grid
through an RL filter, is modeled as a current source, with its d- and q-axis components
represented by differential equations. However, this model assumes a constant dc link, thus
neglecting the dc-to-dc converter dynamics. Furthermore, the proposed passivity-based
control requires formulating the test system, including the BESS, as a port-Hamiltonian
model, which makes it impractical to study the BESS connected to a large test system.
In [13], a generalized average ESS model is developed, which can be parametrized to
behave as a BESS, and used for voltage and angle stability analyses. This generic ESS
model considers a VSC whose dc side can be supplied by any dc source, such as a battery
bank, a Super Capacitor (SC), or another VSC. Furthermore, the ESS is modeled by a
set of linear and Differential-algebraic Equationss (DAEs), whose structure is independent
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of the storage technology. Decoupled controls for active and reactive power output and
State of Charge (SoC) control are implemented. However, the proposed generic controls
do not allow simultaneous operational modes of the BESS, such as frequency regulation
and oscillation damping, and the dc-to-dc converter and its controller are not modeled in
detail.
A similar average model is discussed in [14], where a BESS connected to an infinite bus
is considered to study the effects of SoC and battery aging, demonstrating that reduced
internal battery voltages can lead to instability in the dc-to-dc converter and the BESS.
However, although the dc-to-dc converter is studied in this work, it is not modeled con-
nected to the VSC, and is rather represented as a resistive load at the dc-to-dc converter
terminals. Also, the VSC controls are not included, and the BESS is not tested connected
to a power system.
Researchers in [15] used a modified version of the generic RESs models reported in [16],
to model a BESS for dynamic simulations in power system studies. These models have
been adopted by the Western Electricity Coordinating Council (WECC), and are widely
used in research and by industry [17]. The control strategy of this model was tested in [18],
and validated with real data in [15]. The BESS model in [17] comprises three modules of a
so-called second-generation generic RESs: energy converter model (REGC A), electrical-
control model (REEC C), and plant controller (REPC A). A current control strategy for
the VSC is modeled in the REPC A, which allows the BESS to provide frequency reg-
ulation, constant PQ control, constant power factor control, and voltage regulation with
droop characteristic. Also, a current control limiter is incorporated in REPC A (referred to
as REPC C), which prevents the BESS from operating overloaded by limiting the current
that can be drawn from the VSC, whereas an SoC logic control limits the current, in the
event that the storage is completely charged or discharged. An alternative SoC control
logic was proposed in [19] for these models. The control strategies of [17] are tested in
[18], while the accuracy of model response is compared to real measurements in [15]. In
[20], modules REGC A, REEC C, and REPC A are replaced by more accurate modules
REGC C, REEC D, and REPC C respectively. However, the WECC models neglect the
dc-to-dc converter, which does not allow to properly simulate the dynamic response of a
BESS when its battery cells are degraded. Furthermore, the models do not explicitly in-
clude oscillation damping control, and Secondary Frequency Regulation (SFR) capability
is also not considered. Furthermore, the simplified current control used in REPC C does
not model the existing coupling between the d- and q-axis VSC voltages and currents,
neither the limits for modulation indexes, both of which can be relevant during transients.
A BESS model is presented and tested in [21] to improve frequency and voltage stability
of a power grid, supported by a STATCOM. PI-lead and lead/lag regulators are proposed
4
for the BESS, and their effectiveness is compared with traditional PI-based controllers in a
multimachine system. The battery bank is modeled as a dc voltage source and an internal
resistance, where the SoC of the battery is a function of battery current. Independent
control branches for frequency and voltage regulation are used, which act on active and
reactive power controllers that generate reference current signals in the current controller.
An additional controller uses the SoC signal to limit the BESS charging/discharging ca-
pability. This work, however, does not consider the dc-to-dc converter, the provision of
multiple services simultaneously such as frequency regulation and oscillation damping, and
used a detailed 3-phase VSC model instead of an average one.
In [22], a control strategy to improve the voltage regulation of the dc-link and dynamic
performance of a BESS is presented, considering a reduced-size capacitor at the dc-link. An
average dynamic model of a BESS is defined based on averaging techniques for both ac/dc
and dc-to-dc converters. The duty ratio of the dc-to-dc converter is controlled through a
feed-back/feed-forward control, which contributes to the reduction of the dc-link voltage
variations to improve the BESS performance. However, as in [14], the VSC and dc-to-dc
converters are treated separately and not integrated into a single BESS model, and controls
for frequency, oscillation damping, and ac voltage regulation are not considered.
Some BESS dynamic models have been proposed for microgrids, which due to their
intrinsic unbalance condition require three-phase and detailed representations. For exam-
ple, in [23], detailed and approximate three-phase BESS models, including average models,
are proposed and compared through dynamic simulations when connected to a benchmark
microgrid. The proposed average model considers the battery, buck/boost converter, and
VSC converter; however, it does not consider the provision of multiple services simultane-
ously, such as frequency regulation and oscillation damping. On the other hand, highly
simplified dynamic BESS models have been proposed for frequency regulation studies, as
in [24–27]. For example, in [27], a BESS is represented by as first-order transfer function
including two control loops, one for PFR and a derivative component to provide virtual
inertia in power systems with a significant number of inverter-based generators. Similarly,
researchers in [28] model a BESS as a first-order dynamic system including limits, to study
its application for oscillation damping control. However, the oversimplifications of these
approximate model do not allow their complete representation of the actual BESSs, nor to
investigate their limitations during transients.
Researchers in [29], introduce a BESS model for power system stability studies, which
is used to improve the torsional damping of a synchronous generator. The system modeled,
considers a battery bank directly connected to the dc side of a line-commutated inverter,
which is interfaced to the main grid through a transformer that acts as a filter. The
inverter’s power injections are modeled by a set of steady state equations, with its dynamics
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represented by a first-order transfer function. The battery bank is modeled as a dynamic
Thevenin’s equivalent, similar to the one described in [30]. A lead-lag controller is proposed
to regulate the BESS’ active and reactive power. The synchronous generator speed signals
along with the inverter’s terminal voltage are used to determine the BESS’ operating
point. This system, however, unlike most modern BESSs based on VSC, is based on a
line-commutated converter, thus providing only one degree of freedom for control, which
has several disadvantages, including not allowing independent PQ control.
Since the scope of this thesis is on the effects of the BESS transmission grid, only
balanced single-phase average BESS models will studied. On the other hand, as the BESS’
power injections to the grid increases, the results from average models start to deviate from
those obtained with more accurate ones that consider the effects of switching. One of the
main reasons for these differences is that the limits in the control system are reached faster
in detailed models due to switching. Therefore, an assessment of the equivalence of the
detailed and average BESS models is necessary, especially for utility-scale applications in
which the operation of the BESS can impact the system. Even though extensive modeling
of BESS is covered in the literature, few works, including some previously reviewed in
this section, study the differences between approximate models, such as average models,
with the detailed ones in the context of transmission system operator in [23], for example,
detailed and approximate BESS models for microgrid applications are compared through
dynamic simulations when connected to a benchmark microgrid. In [31], a validation
of generic WECC BESS models is carried out with respect to a 3-phase detailed model
connected to an infinite bus. However, the dynamics of the bi-directional buck-boost
converter and its controllers are not considered in either of this work. In [32], an average
model of a BESS which includes the dc-to-dc converter dynamics is compared with a
detailed model. However, the dc-to-dc converter control does not take into consideration
the limits for the inductor current; the BESS is tested for step changes in the power
reference only (for these comparisons); the effects of limits on the accuracy of the two
models are not examined; and the BESS models are not demonstrated in a grid context.
1.2.2 Aggregated BESS Models
Methods to develop aggregated models for traditional generating units, electric motors, and
other types of loads are widely available in the existing literature (e.g., [9,33–35]), whereas
aggregated models of power-electronic based generation and ESSs are less common, and
still under investigation. Aggregated models of ADNs for transmission system studies have
been proposed in [6] and [36], where equivalent gray-box models of ADNs are discussed,
based on active and reactive power measurements at the point of connection with the
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transmission system. These equivalent models comprise a converter-connected generator
and a composite load model in parallel, which can successfully reproduce the results of
a detailed model; however, these models do not allow changes in the operating points of
generating units within the ADNs and, furthermore, BESSs are not considered.
In [37], a state-space equivalent of a distribution system connected to a transmission
grid is studied, whose parameters are obtained from measurements of active and reactive
power, and voltage and frequency at the boundary bus. This aggregated model is based
on traditional generating units, i.e., steam, hydro and diesel. An aggregated gray-box
model of ADNs comprising several microgrids with BESSs for frequency stability studies
is proposed in [5]. The model is based on first-order transfer functions, the parameters
of which are obtained using Prony analysis on measurements of active power at the ADN
boundary bus and the upstream grid, and a clustering approach based on similar responses
of the microgird in the ADN. However, only inverter-based and synchrnonus generators are
considered in the ADN, and multiple transfer functions representing clusters of generators
within the gray-box model are required.
More simplified models have been studied, such as the one in [38], where the impact of
considering DERs, such as ESS or DGs, in aggregated distribution systems at transmission-
level buses for transient stability studies is investigated. In this work, a grey-box model
that comprises a High Voltage Direct Current (HVDC) system supplied by an infinite bus
is proposed to represent the aggregated effect of BESSs. However, the authors do not
discuss the aggregation process or the effectiveness of the proposed model.
A methodology to coordinate geographically dispersed DERs, including ESSs and DGs,
in distribution systems is presented in [39]. The proposed methodology aims to control
the operation of individual DERs, such that they can contribute to voltage and frequency
regulation, and also damp the system low-frequency oscillations. The authors demon-
strated through simulations that, due to their strategic location close to the load and fast
response, these DERs could better improve operating conditions of transmission systems
with traditional resources such as large generators. Even though aggregation of resources
at the distribution level and their impact or the transmission operations are discussed in
this work, aggregated models for these DERs are not investigated.
The impact of DG and BESS on a distribution system are examined in [40] using an
8-bus feeder. The stability of the system is evaluated as a function of the maximum rotor
speed deviation of the DGs for different penetration levels. The battery pack of the BESS
is modeled as a steady-state RL circuit, whose parameters are a function of the SoC and
current injected/absorbed by the battery. Simulations show that stability is improved
when the BESS is installed in the system with higher DG penetration levels. However,
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the dynamics of the BESS are neglected, and the model only focuses on the battery pack
component, while the dc-to-dc converter, VSC, and controls are not considered.
Black-box models based on Neural Networks (NNs) have also been used to represent
equivalent ADNs. For example, in [41], a Recurrent Neural Network (RNN) black-box
model is proposed to represent a distribution system connected to a transmission grid;
however, only fuel cells and microturbines are considered as DERs, and the aggregated
model is developed considering only voltage disturbances at the boundary bus with the
transmission system. In [42], RNNs are used to model part of a transmission system, the
NN black-box model is connected to the transmission gird at three different points, using
measurements of the voltages at each boundary point as inputs, and yielding current-phasor
injections as outputs; however, the system modeled is based on rotating machines only.
1.2.3 Discussion
Based on the aforementioned literature review, it can be highlighted that most of the
previously reported BESS models for dynamic power system studies, neglect the dc-to-dc
converter, its associated controllers, and the battery bank. Such assumptions are justified
because of their large computational burden; however, during transients or when the bat-
tery cells have been degraded due to ageing, modeling the dc-to-dc converter dynamics is
essential, as these can cause instabilities in the dc-link voltage, thus affecting the VSC and
the BESS [32]. Furthermore, sudden drops in the dc-link voltage during transients, com-
bined with large power injections in the ac side, might force the VSC modulation indices
to reach their limits thus affecting the BESS. Therefore, to study the dynamics operating
conditions of such on a BESS, as in the case of transient stability and voltage and frequency
regulation analyses, proper representation of the VSC, dc-to-dc converter, and their asso-
ciated controls is important in a BESS model; this is one of the contributions of this thesis.
In this context, the average BESS models investigated must be compared against detailed
models, which considers the high-frequency effect of the converters’ switches, to validate
their dynamic response, and also identify their limitations.
Another drawback of existing BESS models and controls is their lack of capability to
provide simultaneous services, such as frequency regulation and oscillation damping, which
would permit to fully explore and demonstrate the BESS potential when connected to a
power grid. Also, the use of BESS for frequency regulation services has been limited to
PFR, although the potential of bulk BESS facilities to provide Secondary Frequency Regu-
lations (SFRs) is considerable; in fact, this has drawn the attention of several Independent
System Operators (ISOs), including the Ontario’s Independent Electricity System Opera-
tor (IESO), which has contracted BESS capacity to follow regulation signals proportional
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to the Automatic Generation Control (AGC) signal that is sent to conventional generating
units [43].
In terms of studies performed, only a few papers examine the impact of small- and
medium-scale BESS connected to distributions systems, on the transmission systems;
mainly because of the complexities involved in representing distribution systems for trans-
mission grid studies. In order to address these shortcomings, aggregated models can be
used; however, none of the aforementioned works have examined the aggregation of BESS,
which are different from other DERs in that they can act as loads and generators. Further-
more, the dynamic response of a BESS to contingencies can be substantially different from
the typical behaviour of a rotating-machine based generation, due to their fast response to
contingencies. Therefore, one of the main contributions of this thesis is to propose aggre-
gated models of BESSs in ADNs for transmission grid studies. Since, as discussed in some
of the afromentioned works, aggregated gray-box models have the limitation of mostly be-
ing effective to reproduce single operating points of the dispersed DERs, black-box models
will be used here, as these are able to capture more complex nonlinear behavior such as
multiple operating points and device limits.
1.3 Research Objectives
Based on the literature review and discussions, the following are the main objectives of the
research presented in this thesis:
• Propose, validate, and demonstrate an average BESS model comprising a battery
bank, dc-to-dc converter, VSC, and ac filter, and present novel controls strategies for
frequency and voltage regulation, oscillation damping, constant PQ operation, and
constant power factor. The proposed models should be compared with detailed simu-
lations, which consider the switching effects of the converters. Moreover, they should
be suitable for small-, medium-, and utility-scale power system applications, and
parametrizable to simulate new or existing BESS facilities, in which the degradation
of the battery cells need to be considered.
• Demonstrate the importance of modelling the dc components of BESS, especially for
utility-scale facilities connected to transmission systems, providing services such as
frequency regulation, voltage control, and transient stability.
• Propose, develop, and demonstrate an NN-based black-box model, optimizing its
topology using Genetic Algorithms (GAs), that can reproduce the aggregated be-
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haviour of distributed BESSs providing different services, i.e., frequency regulation,
oscillation damping, constant power injections, and voltage regulation.
• Illustrate the impact of distributed BESSs in a benchmark ADN on a benchmark
transmission system, for different grid contingencies.
1.4 Thesis Outline
The rest of this thesis is organized as follows:
• Chapter 2 discusses the fundamentals of BESSs and their components, and presents
an overview of the Artificial Intelligence (AI) tools used to develop the black-box
models. An overview of the electrical system studies that are performed to study
BESS in a grid context are also discussed.
• Chapter 3 presents the novel formulation and derivations of the proposed BESS
average model. New converter controls are also proposed, and the implementation of
the model in a power system simulation software package is discussed. A validation
of the proposed BESS model based on a detailed model is presented, and multiple
system studies and comparisons with respect to existing models considering bulk
BESS in transmission systems are shown and discussed.
• Chapter 4 discusses a transmission-system-level aggregated model of BESS connected
at the distribution grid level for transmission system studies, based on two Neural
Networks (NNs), one for active power and another for reactive power, with their opti-
mal topology obtained using a Genetic Algorithm (GA). The accuracy, performance,
and validation of the model are demonstrated through detailed dynamic simulations
of benchmark transmission and distribution interconnected systems.
• Chapter 5 summarizes the main conclusions and contributions of this thesis, and




In this chapter, a typical configuration of a grid-scale BESS is presented, with its indi-
vidual components analyzed in detail. AI-based tools to develop black-box models are
also discussed, as these will be used to propose a model of aggregated BESSs model at
the distribution grid level for transmission system dynamic analyses. Finally, an overview
of the studies required for the analysis of the grid services a BESS can provide, such as
improvement of system stability and frequency regulation, is presented.
2.1 Energy Storage Systems
Energy storage refers to the process of converting energy from one form to another, and
storing it through various methods for later use. A variety of energy storage technologies
are currently available, which can be classified as: mechanical (Pumped Hdyro Storage
(PHS), Compressed Air Energy Storage (CAES), and Flywheel Energy Storage (FES)),
electrochemical (conventional rechargeable batteries and flow batteries), electrical (capac-
itors, Super Capacitor (SC), and Super Conducting Magnetic Energy Storage (SMES)),
thermochemical (solar fuels), chemical (hydrogen storage with fuel cells), and Thermal
Energy Storage (TES) (heat and cold storage) [2]. The main features of the most common
ESSs, with the exception of BESS which is discussed in more detail later in this section,
are the following [2, 43,44]:
• PHS: It is a mature energy storage technology with large energy capacity. It consists
of two water reservoirs separated vertically. Usually, water is pumped to the higher
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during off-peak demand hours reservoir where it is stored, and released for power
generation during peak hours. The amount of stored energy depends on the height
difference between the two reservoirs and the total volume of water stored.
• CAES: During periods of low demand, the surplus of electricity can be used to operate
a reversible motor/generator unit, which drives a compressor to inject air into a
storage vessel (either an underground cavern or above ground tanks). The energy is
stored in the form of high pressure air, which is released and heated with gas in a
diabatic system to be used in a gas turbine to produce electricity. The heat produced
in the compression stage can be stored and used in a recuperator unit to preheat the
air from the cavern in an adiabatic system, to eliminate the need for gas air heating.
• FES: This technology comprises a flywheel and a reversible electrical generator/motor
connected to the grid through a power electronic unit, plus a vacuum chamber where
the flywheel spins to reduce air friction. Electricity consumed or generated accelerates
or decelerates the flywheel, respectively, by means of a generator/motor system. The
stored energy is a function of the rotating speed of the flywheel and its angular
momentum.
• SC: This ESS uses two carbon electrodes which are isolated from one another through
a porous membrane, immersed in an electrolyte, which allows ionic flow between the
electrodes. The function of the membrane is to prevent the occurrence of short
circuits between the electrodes. The energy is stored in the form of static charge on
the surfaces of the electrolyte and the two conducting electrodes. New designs of SCs
with high efficiency are based on nano materials.
• SMES: It is based on a power-conditioning system, a superconducting coil, and a
refrigeration system. The energy is stored as magnetic field when a dc current flows
through the superconductive coil. To increase the efficiency of the process, liquid
helium or liquid nitrogen are used to cool down the superconducting coil below the
critical superconducting temperature. Because of the use of superconducting materi-
als in the coil, such as mercury or vanadium, which operate at a very low temperature,
almost zero resistance is encountered by the current flowing through the coil, making
this technology almost lossless.
• TES: This technology is based on storing thermal energy by cooling or heating dif-
ferent mediums in enclosures for thermal (heating or cooling) or power generation
purposes. It is composed of a storage medium in a reservoir, a built-in refrigera-
tion/heating system, pumps, piping, and their respective controls. Depending on
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the range of operating temperatures, these can be classified into low-temperature
TES (e.g., aquiferous low-temperature TES and cryogenic energy storage) and high-
temperature TES (e.g., latent, sensible, and concrete thermal energy storage).
Due to their fast response and relatively large energy storage capacity, some of the
aforementioned ESSs have the potential to enhance the operation of power systems by,
for example, damping the intermittency of wind or solar generation by exchanging active
and reactive power with the system; providing fast response for frequency regulation while
charging or discharging; and providing load leveling services. In Figure 2.1, the most com-
mon sizes and application domains for different ESS technologies and their corresponding
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Thermal storage
Figure 2.1: Typical energy storage technologies sizes and application domains [44]
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2.2 Battery Energy Storage Systems
In BESS, electrical energy is converted into chemical energy and stored in electrochemical
cells. Power-electronic converters are used to connect low-voltage battery arrays to the
dc side of a VSC, which transforms the dc power to ac, and vice versa, depending on the
direction of power flow. By properly controlling the converter switches, the battery cells
can be charged and discharged, thus allowing the BESS to exchange active power with the
grid, while reactive control is possible by charging and discharging a capacitor in the dc
link. A filter is connected between the ac terminals of the VSC and the power grid, to
reduce the harmonics injected, thus improving the power quality. A common configuration
of a BESS for power system applications is depicted in Figure 2.2. Note that since the
VSC can control two variables independently (two degrees of freedom), and that in a BESS
the dc link voltage can vary with the charging/discharing power, the dc-to-dc converter is
necessary to add a third degree of control. Hence, active and reactive power, and the dc








Control signals Control signals
Battery
Figure 2.2: Schematic representation of BESS.
Applications of bulk and more the common distributed BESS in power systems to
facilitate RES integration and/or deferral of capital investment (at the generation, trans-
mission, and distribution level) include peak shaving, load leveling, load shifting, power
quality management, spinning reserve, frequency regulation, and emergency backup power
[45]. The type of batteries used depends on the application, and its choice is influenced by
economic and technical aspects of each type. The most commonly used batteries for BESS
and their corresponding characteristics are summarized in Table 2.1 and 2.2 [2].
The main components and control strategies of the BESS are discussed next. The con-
verter topologies discussed will concentrate on those used on practical BESS installations
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Lead-acid 0.1 5-15 85 70-80 ms
Li-ion 0.1-0.3 5-15 85 90-97 ms
NaS Almost zero 12-20 85 75-90 -
NiCd 0.03-0.6 5-10 75-82 65-75 <1/4 cycle
VRB Small 5-10 60-70 65-75 <1/4 cycle
ZnBr Small 10-15 60-70 65-75 <1/4 cycle

















Lead-acid min-days sec-hours 300-600 50 Mature
Li-ion min-days min-hours 1,200-4,000 - Mature
NaS long term sec-hours 1,000-3,000 80 Commercialized
NiCd min-days sec-hours 500-1,500 20 Commercialized
VRB hrs-months sec-24h+ 600-1,500 70 Commercialized
ZnBr hrs-months sec-10h+ 700-2,500 - Commercialized
at utility-scale levels.
2.2.1 Battery Banks
In BESS, individual battery cells are arranged in banks, connected in series and parallel,
to achieve higher power ratings and produce the desired voltage at the dc side of the
VSC. Each cell is composed of an anode and a cathode with an electrolyte (solid, liquid or
viscous), which are able to convert electricity into chemical energy and vice versa [2].
In circuit simulations, the battery banks are usually modeled by standard electrical
components, such as resistors, capacitors, inductors, and voltage and current sources, to
represent the aggregated electrical behaviour of the battery cells connected in arrays. Ac-
cordingly, three categories of models are identified: Thevenin, impedance, and run-time-
15















































Figure 2.3: Battery models: (a) Thevenin, (b) impedance, and (c) run-time-based [30].
The Thevenin model, which is suitable to represent transient phenomena in the batter-
ies, comprises a voltage source, representing the open-circuit battery voltage, connected in
series with a resistor that models the internal battery losses, and an RC parallel branch
representing the capacitance effect between two parallel plates and the contact resistance
[46]. In impedance based models, a frequency dependent element is used to capture a wide
range of frequency spectra in the battery’s response, as opposed to the fixed circuit param-
eters used in the Thevenin and run-time-based models. Finally, run-time-based models,
which are based on more complex circuit representations, incorporate the effects of the
battery run-time on its performance, by considering a self-discharging resistor in parallel
with a capacitor, representing the charge stored in the battery, which is discharged by a
fixed current source, as depicted in Figure 2.3(c).
In most grid-level BESS models that consider the dc-to-dc converter, the battery bank
model is a simplified version of the Thevenin equivalent, for example, the RC branch is
neglected, resulting in a series resistive circuit [14, 23, 47], or further simplified as a fixed
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voltage source only [13,46,48]. In this thesis, a controllable voltage source in series with a
variable resistor will be used, which can be parametrized to simulate battery degradation
due to aging [14].
2.2.2 Dc-to-dc Converters
Dc-to-dc converters are power-electronic based circuits that allow to change the magnitude
of a dc-voltage input into a desired dc-voltage at the output, as transformers would do in
ac systems. There are different types of dc-to-dc converters available in the literature [49],
with the choice depending on the required application. In BESS, the dc-to-dc converter
must allow bi-directional power flow to charge and discharge the batteries; therefore, a
bi-directional Buck-Boost dc-to-dc converter is commonly used in BESS [48], as depicted
in Figure 2.4.
This converter has two quadrants of operation; to change the direction of the power,
the current Idc has to change its direction while the voltage Vdc remains constant. In Figure
2.4, the battery bank is connected at the low-voltage side of the converter Vin, while the
higher-voltage side Vdc feeds the dc link that connects this converter and the VSC, which
is discussed later. Some relevant operational characteristics of the bi-direction buck-boost
dc-to-dc converter are: Vdc must be larger than Vin all the time; the two switches Sbuck and
Sboost receive complementary signals for their operation; the direction of power flow depends
on the duty cycle of the switches; the battery charges when the converter operates in buck
mode, and discharges when operates in boost mode. In BESS, the dc-to-dc converter can
be used to regulate the voltage at the dc link or control the charging/discharging active
power of the battery bank.
Usually, the rating of the dc-to-dc converter is less than that of the VSC in large BESS
facilities. Hence, multiple dc-to-dc converters are connected in parallel to match the VSC
power rating, as illustrated in Figure 2.5 [48].
2.2.3 Voltage Source Converters
The VSC transforms dc voltage into ac voltage when operating as inverter, and ac to dc
voltage when operating as rectifier, thus allowing the interchange of power between dc and
ac sources. For BESS, three-phase two-level VSCs have been commonly used, and their
basic configuration is shown in Figure 2.6. Switches in the same leg receive complementary




























dc-to-dc converter 1 dc-to-dc converter 2 dc-to-dc converter 3
Figure 2.5: Parallel dc-to-dc converters connected to the dc link of a VSC.
current flow in one direction only, anti-parallel diodes are used to allow current circulation
in the opposite direction when the switches are on.
The fundamental component of the terminal voltage of each phase of the VSC is typ-
ically controlled by a Pulse Width Modulation (PWM) technique, which sends control



























Figure 2.6: Three phase VSC.
whose phase (shifted 120o each) and frequency are the same as the desired output voltages,
with a high-frequency triangular carrier signal vtri, as illustrated in Fig. 2.7. The ratio of
the amplitude of the two signals, v̌control/v̌tri is called the modulation index m. Whenever
vcontrol > vtri, a signal is sent to operate the corresponding switches. The frequency of the
carrier signal determines the amount of harmonics in the output voltages; hence, although
high frequencies are easier to filter, these are not desirable for large power applications, as
these also result in higher switching losses.
Active and reactive power control with the VSC can be accomplished by regulating
the amplitude and phase of the modulating phase signals vcontrolabc . The reactive power
control is possible through the capacitor in the dc link, which in combination with the
dc-to-dc converter, allow the BESS to operate in all quadrants of the P-Q plane, known
as four-quadrant operation [50]. In BESS, a current control logic is commonly used to
regulate P and Q through the VSC, leaving the regulation of the dc link voltage to the
dc-to-dc converter [14,23].
For large power applications, as the ones investigated in this thesis, identical VSC
units can be connected in parallel to achieve the overall BESS power rating, as shown in
Figure 2.8 [1]. The VSC is connected to the grid through LC filters or simply through a
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Figure 2.8: Parallel connection of VSCs in a BESS.
2.3 AI Tools for Black Box Models
AI can be defined as the science of making machines do things that would require intelli-
gence if done by humans [51]. Some tools and theories that demonstrate such capacity are
NNs, support vector machines, and evolutionary computing, all of which can be used to
solve problems that are either difficult to model or cannot be solved by traditional tech-
niques. In general, AI tools learn to recognize and reproduce patterns or behaviours of the
system to be modeled, based on actual observations known as training data. The AI tools
are also able to predict the system response for which they were not trained; such desirable
property is known as generalization.
AI tools, have proved to be effective in several areas, including intelligent control, black
box modelling, parameter estimation, nonlinear optimization, to name a few. In this thesis,
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AI will be used to develop dynamic black box models of aggregated BESS, for which RNNs
are particularly effective, whereas GA will be applied to find the optimal black-box model
topology. These tools are discussed next.
2.3.1 Artificial Neural Networks
Black-box models based on NNs are widely utilized to represent highly non-linear complex
systems, as in the case of measurement-based aggregated models. These NN models map
inputs and outputs, based on a connectionist structure that aims to resemble the structure
of a human brain, i.e., multiple nodes (neurons) interconnected with each other exchanging
information [51]. The basic processing unit in a NN is the neuron, which is characterized
by a set of input connections affected by a vector of weights that represent the state of the
NN and a bias term (b), as depicted in Figure 2.9, with its main feature being its learning
capability that is accomplished by weight adjustments. The summation of the weighted
inputs are mapped in each neuron by nonlinear functions called activation functions ψ,







Figure 2.9: Basic neuron configuration.
The neurons are structured in layers, with the input and output layers handling the
input and output signals of the NN, and one or multiple hidden layers connecting the
input and output layers. The most common structure is the feedforward NN, in which the
neurons’ outputs from one layer are fed as inputs of the neurons in the next layer, so that the
information flows in one direction only. Other types of NNs include RNNs, where neurons
from different layers are connected regardless of their relative position, i.e., the outputs of
the neurons can be part of the inputs of the neurons of any layer, thus forming loops and
adding memory capability to the NN. One type of RNN is the Nonlinear Autoregressive
Exogenous (NARX) NN, discussed next.
One effective and practical method to develop aggregated black-box models is the
measurement-based system aggregation. In this method, simulation or real-time data is
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used to train a NN model, whose weights (parameters) are adjusted until the NN outputs
properly match the available measurements, based on an iterative process that uses the
model’s estimation errors as the main criteria for the weight adjustments (e.g. [52]), as
depicted in Figure 2.10. In this context, NARX NNs topology is particularly effective
to represent dynamic systems, as it is the case of aggregated BESS. In this type of NN,
the estimated output is represented as a function of past measurements of the system
to be replicated, and feedback of past measurements of the expected outputs (open-loop













Figure 2.10: Measurement-based black box model for aggregation.
y̌t = G
(
yt−1, yt−2, ..., yt−ny ,
xt, xt−1, xt−2, ..., xt−nx
)
(2.1)
or past estimated outputs (close-loop architecture):
y̌t = G
(
y̌t−1, y̌t−2, ..., y̌t−ny ,
xt, xt−1, xt−2, ..., xt−nx
)
(2.2)
where G is the NN mapping function; y̌t is the predicted NN output at time t; xt and yt
are actual past values of inputs and outputs of the time series to be reproduced, respec-
tively; and nx and ny are the number of input and output past information (or delays),
respectively. The function G has the trained weights as parameters, which are adjusted
based on the procedure depicted in Figure 2.10.
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2.3.2 Genetic Algorithms [51]
GA are motivated from the biological process of evolution and the survival-of-the-fittest
concept. Indeed, the concept of evolution is applied to find optimal solutions for nonlin-
ear optimization problems. The main differences with respect to traditional optimization
techniques is that GAs are not restricted to differentiable objective functions, and that the
search algorithm is stochastic, allowing a broader range of possible solutions. As a result,
GAs are more likely to yield a closer, although not necessarily precise, solution for global
optima.
The main steps in GA start with the definition of the population of individuals; different
populations may produce different solutions to the problem. The population is evaluated
through a fitness function that resembles the capacity of animals to survive in a specific
habitat, which rewards populations that produce results closer to the desired solution, and
penalize them otherwise. The individuals that produce satisfactory solutions survive to
the next generation (selection); this process is known as the survival of the fittest. The
survived individuals form the base for the reproduction (cross over and mutation of the
chromosomes) for the following generation, which results in new individuals that share
characteristics from each parent.
GAs can be used as part of the training process of NNs to find the optimal weights, or
to obtain the optimal NN topology. The latter will be applied in this thesis to optimize
the topology of the Black-box aggregated model of BESSs.
2.4 Power System Stability and Control
Power system stability is defined as “the property of power system that enables it to
remain in a state of operating equilibrium under normal operating conditions and to regain
acceptable state of equilibrium after being subjected to a disturbance” [9], [53].
The stability problem can be classified into three categories, which are defined based
on key variables of the power systems: angle stability, frequency stability, and voltage
stability. A more detailed classification is presented in Figure 2.11 based on [9], [53]. This
classification considers the nature of the resulting mode of instability, as observed from
a particular system variable (voltage, angle, or frequency), the size of the disturbance,
and/or time-frame of the phenomena.
Rotor or angle stability refers to the capability of synchronous machines of an inter-
connected power system to remain in synchronism after being subjected to a disturbance.
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Thus, a system is stable if it is able to react to such disturbances by maintaining/restoring
the equilibrium between the electromagnetic torque and mechanical torque of each syn-
chronous machine. This type of stability is mainly influenced by fast electromechanical
phenomena; however, it is also affected by the slower dynamics associated with the me-
chanical components and controls of power generation plants. Thus, angle stability can be
sub-classified as:
• Small-disturbance stability, which is the ability of the system to maintain the synchro-
nism under small disturbances, and is usually associated with undamped or weakly
damped low frequency oscillations in the system.
• Large-disturbance or transient stability, which is related to the ability of the system
to remain stable after a severe disturbances such as short circuits.
Voltage stability can be studied from two perspectives, long term and short term.
The former addresses issues related to insufficient reactive power reserves in the system,
to preserve steady-state voltages at all buses due to load increments and violation of
generators’ limits. On the other hand, the latter is more concerned with the inability
of the system to quickly supply reactive power in response to large disturbances, such as
loss of generation, line contingencies, and system faults.
Frequency stability is based on the principle of balancing generation and demand.
This type of stability focuses on the ability of a system to maintain the frequency within
acceptable margins when a disturbance affects the balance between load and generation.
Frequency instability may also result in the form of sustained frequency swings, leading
to tripping of generating units and/or loads because of inadequate equipment responses,
poor coordination of control and protection devices, or insufficient generation reserves.
2.4.1 System Stability Studies
Different techniques are used to evaluate the stability of power systems, which depend
on the type of stability problem to be analyzed. For small-disturbance stability, the pre-
ferred method is eigenvalue analysis, which requires finding the complex eigenvalues of a
linearized model of the system, and determine whether any of them are located near the
imaginary axis or on the right-hand side of the imaginary axis; if that is the case, the sys-
tem is considered lowly damped or unstable since modes with low or positive exponentials
with respect to time, will appear in the time-domain expressions of some system variables
























































Figure 2.11: Classification of power system stability according to [9], [53].
performed around a nominal operating point of a Differential-algebraic Equations (DAE)
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system of the form:
ż = ϕ(z,u) (2.3)
0 = ϑ(z,u) (2.4)
where z is the vector of state variables; ϕ is a vector of nonlinear functions representing
the right-hand side of differential equations, u is a vector of algebraic variables, and ϑ is a
vector of algebraic functions representing algebraic equations. The linearization requires to
find the Jacobian matrices of the system of differential and algebraic equations by evaluat-
ing the derivatives of ϕ and ϑ, with respect of the state z and algebraic u variables at the
operating point (z(0),u(0)), which is defined by ϕ(z(0),u(0)) = 0 and ϑ(z(0),u(0)) = 0.
The linearized model can be expressed as a system of Ordinary Differential Equations
(ODE) system of the form:
∆ż = DzΦ |o ∆z (2.5)
DzΦ |o = Dzϕ |o −Duϕ |o Duϑ |−1o Dzϑ |o (2.6)
where DzΦ |o is the Jacobian of the ODE system, and Dzϕ |o, Duϕ |o, Duϑ |o, and Dzϑ |o
are the respective Jacobian matrices of the linearized DAE system. The eigenvalues of
DzΦ |o are used to analyze the small-signal stability of the system. Power flow analysis is
used as the based to obtain the system operating point or equilibrium point.
In this thesis, the focus of the stability problem when BESSs operate connected to a
power grid will be on the transient stability domain. For this purpose, the preferred tech-
nique to study transient stability is time domain simulations. This requires the definition
of suitable models for the system components, and the use of numerical integration tech-
niques, such as the trapezoidal method, to obtain numerical solutions of the differential
equations of the models. This approach allows capturing the non-linearity of the compo-
nent models and controller actions, which is an advantage over alternative approximate
methods, such as the Equal Area Criterion or the use of Lyapunov functions.
2.4.2 Frequency Regulation
Frequency regulation refers to the control actions performed on generators and other grid
participants, such as ESS, to adjust their power injections to maintain a continuous balance
between generation and demand. When such imbalances occur, the rotors of generators,
which store kinetic energy, tend to accelerate or decelerate depending on the size and
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nature of the imbalance (e.g., loss of load, generating trips, faults, etc.), changing their
speed and, thus, the frequency of the voltage generated at their local buses. The speed







T̂m − T̂e −KDω̂r
)
(2.7)
where ω̂r is the rotor speed in p.u.; T̂m and T̂e are the mechanical and electrical torques of
the machine in p.u., respectively; KD is a coefficient to represent damping torque in p.u.;
and H is the inertia constant of the machine in MWs/MVA. A further approximation of
this equation considers electrical and mechanical power instead of torques. Notice that in
(2.7), the per-unit rotor speed is equivalent to the frequency f̂ in p.u. The total system
frequency deviation ∆f̂ can be approximated by adding the inertia constant of all rotating










where f̂ is the system frequency in p.u.; P̂m is the total system generation in p.u.; P̂L the
total system load in p.u.; D is the load damping factor in p.u., and Hsys is the total system
inertia in s. In (2.8), the speed at which the frequency changes due to changes in load or
generation depends on the system inertia; therefore, systems of large inertia are desirable
for frequency control purposes.
When the frequency deviates from its nominal value, most generators are equipped
with a proportional control that uses a feedback of the rotor speed in the governor path, to
adjust their mechanical power in proportion to the magnitude of the frequency deviation
and gain known as the regulation characteristic R, with 1/R representing the droop. This
control action action is referred as PFR, and its main objective is to arrest the frequency
change, and also distribute the frequency regulation requirements among all generators in
proportion of their size. Once the frequency has been stabilized at a value different from
its nominal, a secondary control action is performed by some generators, which operate on
Automatic Generation Control (AGC), to bring the frequency back to its nominal value.
SFR is performed by integrating the speed deviation in an additional PI controller that
adjusts the power reference of generators, as shown in Figure 2.12. Tertiary control is also
possible, which aims to restore the system to its initial conditions, ensuring also reserves.
ESSs and particularly BESSs are suitable to provide PFR and SFR services, due to
their fast time response. In this thesis, the use of BESS to provide regulation services is































Figure 2.12: Primary and secondary frequency control in generators [9].
2.5 Summary
In this chapter, the main background topics related to this thesis were covered. Thus,
an overview of ESS and the different storage technologies were presented. Also, a typical
topology and main components of BESS were described. Then, an overview of the main
methods and tools that will be used to develop the proposed black-box aggregate BESS
models were presented, including AI-based tools such as NN, NARX NN, and GA. Finally,
the concept of system stability (voltage stability, transient stability and frequency stabil-
ity) and frequency regulation were discussed, which are relevant to the electrical studies
performed for BESS in the subsequent chapters.
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Chapter 3
Dynamic Modelling of Battery
Energy Storage Systems and Their
Controls
In the first part of this chapter, an average BESS model is developed, including a con-
trol strategy that allows it to provide several grid services and operate in different modes,
namely frequency regulation, oscillation damping, constant active and reactive power, con-
stant power factor, voltage regulation, and a combination of these. In the second part, the
proposed models are used to study them in test systems. Thus, the average model is first
validated against the detailed model, when connected to an infinite bus for step changes
in power injections, and also when several medium-size BESS are distributed in the load
buses of the WSCC 9-bus benchmark test system, while providing frequency regulation.
Finally, the validated average model is used to simulate a bulk BESS facility to demon-
strate its potential to provide grids services, including voltage and frequency regulation,
and oscillation damping, for different levels of degradation of the battery cells. The need
for considering the dc-to-dc converter in the model is demonstrated here, considering the
impact of aged batteries on the stability of the system. The simulations also allow to show
the benefits of BESS with the control systems proposed in this thesis.
3.1 Models of BESS Components
A BESS comprises several electrochemical cells connected in different configurations, bidi-



























Figure 3.1: Block diagram of the BESS complete model for each VSC and dc-to-dc con-
verter.
the Point of Common Coupling (PCC) to the grid, as discussed in Section 2.2, plus the
respective controls for each converter [54], as depicted in Figure 3.1. As illustrated in Fig-
ure 3.2, a large scale BESS is modeled as Nc identical VSCs connected in parallel sharing
the same amount of active and reactive power [1]. Each individual VSC has its own filter,
and is fed at its dc side by Mc equally-sized dc-to-dc bi-directional buck-boost converters
connected in parallel, which share the converter’s power [48]. Note that since this thesis
concentrates on average models, which neglects the switching effects of the converters, the
dc-to-dc converters in Figure 3.2 are not interleaved.
The models and controls of the VSC, presented next, are developed for one of the
Nc VSCs; hence, the total power of the BESS is equal to the output power of one VSC
multiplied by Nc. Likewise, the active power supplied by each dc-to-dc converter is equal to
the BESS power divided by the multiplication of Nc and Mc. The model proposed here is
a single-line fundamental-frequency equivalent model with a dq reference frame controller

























Figure 3.2: BESS topology.
3.1.1 Battery Bank
The battery bank module comprises battery cells connected in series and parallel to achieve
the desired voltage and power at each dc-to-dc converter. Here, a simple model comprising
a voltage source Vbat in series with a resistor Rbat is considered [14], [55], as illustrated
in Figure 3.1. These two parameters have been used in [14] for dynamic studies, and are
hence used here to approximately represent battery degradation due to aging, where a low
battery voltage and large resistance signify a degraded battery.
3.1.2 Dc-to-dc Converter Model
An average model per switching period of the bi-directional buck-boost converter depicted
in Figure 3.3, is considered. When this converter operates in boost mode (discharging
mode), the magnitude of the current Idc representing the VSC load at its terminals is
positive, and is negative when it operates in buck mode (charging). The duty ratios d and
dbuck of the boost SWboost and buck SWbuck switches, respectively, are controlled by com-










Figure 3.3: Bi-directional buck-boost converter circuit [56].
L always operates in continuous conduction mode. Thus, the average per-switching period
of the bi-directional buck-boost converter can be obtained as follows, for the converter
operating in boost mode (discharging), based on [56]:
When SWboost = 1 (on) and SWbuck = 0 (off), the converter behaves as illustrated
in Figure 3.4(a). The battery bank charges the capacitor C2 and inductor L, while the
capacitor C1 discharges to supply the load current Idc. As the inductor charges during
0 < t ≤ dTs, its current grows linearly as shown in Figure 3.4(c). Hence, for 0 < t ≤ dTs




















When SWboost = 0 (off) and SWbuck = 1 (on), the converter behaves as illustrated
in Figure 3.4(b). In this mode, during dTs < t ≤ Ts, the inductor sees the negative
voltage Vin − Vdc at its terminals (Vin < Vdc), and thus discharges, as shown in Figure
3.4(c). The capacitor C2 discharges, while C1 charges from the inductor current. Hence,























where the parameters and variables are defined in the Nomenclature section. Calculating
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Figure 3.4: Equivalent bi-directional buck-boost converter when operating in boost mode
and (a) SWboost=1, (b) SWboost=0, and (c) inductor current.
(1− d)ϑ2(z), where z = [Vin Vdc IL]T , and ϑ1 and ϑ2 are the right-hand-side of (3.1) and
(3.2), respectively, it follows that:

























where the bar on top of a variable signify an average value. Assuming a lossless VSC and





where Ps is the power injected by the BESS. Note that the same model can be used when
the converter operates in buck mode (charging), the only difference being that Idc is a
negative current, as active power flows from the VSC to the dc-to-dc converter to charge
the batteries.
3.1.3 Voltage Source Converter Model
The dq components of the peak phase-to-ground terminal voltage Vt of a pulse-width










where Vtd and Vtq are the d- and q-axis components of Vt; md and mq are the d- and
q-axis of the VSC’s modulation index m; and V dc is obtained from the dc-to-dc converter
average model discussed in Section 3.1.2. The dynamics of the filter, including the step-up
transformer connecting the VSC to the electrical grid, can be modeled by the following dq
equations [57]:
Lf İd = Vtd − Vsd −RfId + ωoLfIq (3.9)
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Lf İq = Vtq − Vsq −RfIq − ωoLfId (3.10)
where Id and Iq are the direct- and quadrature-axis components of the peak value of the
current injected by the VSC to the grid, respectively; ωo is the nominal angular frequency
in rad/s; Vsd and Vsq are the d- and q-axis components of the voltage Vs at the PCC; Lf
and Rf are the inductance and resistance of a first-order filter and transformer used to
connect the VSC to the grid Figure 3.1.
Assuming a lossless converters and filter, the total active and reactive power injected by
the Nc converters can be calculated as follows, considering that the decoupled dq control









From (3.6) and (3.11), the current flowing through the dc link of the VSC can be calculated








A two-level hierarchical control strategy for the BESS is proposed in this thesis. In the first
level, referred here as plant controller, the set points for the BESS’ active and reactive power
injections are calculated, which are then equally split and passed to Nc individual identical
modules in the second level, each comprising a VSC, its current controller, and Mc dc-to-dc
converters associated with each of the Nc corresponding VSCs, as depicted in Figure 3.5.
Hence, a single average VSC with its current control is modeled to represent all VSCs
connected in parallel, as well as a single dc-to-dc converter with its control represents the
parallel dc-to-dc converters, whose loading is defined by (3.6). In the end, the total BESS
active and reactive power are calculated using (3.11) and (3.12). The VSCs are controlled
to regulate the active and reactive power injected, whereas the dc-to-dc converter regulates
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Figure 3.5: Proposed two-level hierarchical control for BESS in p.u.
3.2.1 Plant Controller
The plant controllers depicted in Figures 3.6 and 3.7 provide the active and reactive power
references to the current controller, depending on the operation mode of the BESS, i.e.,
frequency regulation, voltage support, etc. The models proposed in this section are in
principle based on those presented in [17] and [20], but with the following considerable
differences: the proposed models allow the BESS to provide oscillation damping, secondary
frequency regulation, and voltage regulation, or a combination of these; and only two flags




















































































Figure 3.6: Proposed control for constant P, damping oscillation, frequency regulation,
and/or damping oscillation plus frequency regulation.
Active Power Control
The active power controller allows the BESS to provide frequency regulation, oscillation
damping, and constant active power; in this last mode of operation, the BESS can follow a
power reference, which can be specified independently. Unlike the models in [17] and [20],
besides a constant frequency droop control, the model proposed here allows SFR. Two main
control branches are proposed in the active power controller depicted in Figure 3.6: one
for frequency regulation and another for the Power Oscillation Damping (POD) control.
P̂ref is the power reference in p.u. of the BESS nominal power Sb, which is passed to the
current controller discussed later, and is equal to the summation of the initial active power
reference P̂refo obtained from the solution of the power flow, plus the incremental powers
±∆P̂ coming from the frequency regulation and oscillation damping control branches. A
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rate-of-change limiter is used in the frequency-regulation control path to limit the operation
of the BESS when providing frequency regulation.
Both the frequency regulation control and the POD control use the p.u. measured
frequency signal ∆f̂ as input. A first-order transfer function with time constant TRF
models a frequency transducer, which acts as a filter for high frequency f̂ p.u. values. The
POD control allows the BESS to add damping torque to the system, by injecting active
power in phase with −∆f̂osc [58], the latter being the target undamped system’s frequency
component, due to generators oscillating. This control branch comprises a gain KOSC , a
washout filter, and a lead-lag compensator. The lead-lag blocks can be tuned to compensate
for the phase shifts introduced by dynamic components in the active power control path,
between the input signal ∆f̂ and the output power at the BESS terminals ∆P̂s, at the
target frequency, i.e., frequency filter, washout filter, and current control (discussed later).
The gain Kosc is used to adjust the contribution of POD in the BESS output power, and
the washout filter, which is a high-pass filter, prevents the POD from operating during
a sustained frequency deviation, and not interfering with frequency regulation control.
Limits are added at the end of the POD branch to restrict its contribution to the BESS
total active power.
The frequency regulation control allows PFR and SFR through two sub-branches con-
nected in parallel. The PFR branch includes a dead-band to reduce the sensitivity of
the controller, and a droop gain KD. The SFR control is based on a PI controller, with
proportional gain KPF and integral gain KIF , the latter acting to drive the frequency ∆f̂
to zero. An anti-windup controller is considered in this model to prevent the integrator
of gain KIF to accumulate error when the controller limits P̂max or P̂min are reached, by
feeding back to the input of the integrator block, a signal proportional (gain KWd) to the
difference of the SFR controller’s output after and before limits.
In constant active power mode, the input P̂refo can be modified externally to follow a
signal, and be passed as the actual power reference P̂ref to the current controller. The rate-
of-change limiter block constrains the BESS dynamic response when providing frequency
regulation or constant active power but does not affect the POD control, to avoid interfering
with its tuning, which is very sensitive to blocks adding a phase lag in its path to the
BESS output. Note that the proposed active power control structure allows simultaneous
operation of frequency regulation, oscillation damping, and constant active power modes,
since each controller branch is treated separately and added at a summing point. Maximum
and minimum limits P̂max and P̂min are included in the plant controller path, before P̂ref
is passed to the current controller.
The control logic for the active power, presented in Figure 3.6, is commanded by FLP
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as shown in Table 3.1. Thus, when FLP = 0, P̂ref = P̂refo and the oscillation damping and
frequency regulation branches are disabled; P̂refo is set externally to operate the BESS at
a desired active power level.




2 PFR and SFR
3 POD, PFR, and SFR
The POD controller is active when FLGP = 1, changing P̂ref by ±∆P̂ as required to
damp the low-frequency oscillations in the system. For FLP = 2, the frequency regulation
branch is active, while the oscillation damping branch is inactive. The SFR control is
active when KD = 1/R = 0, and inactive when KD 6= 0. Finally, for FLP = 3, the
oscillating damping branch and the frequency regulation branch are activated at the same
time, allowing the simultaneous operation of the BESS in both modes.
Reactive Power Control
Three operational modes are available for reactive power control, which are independent
from the operational modes of the active power control, and implemented through selector
blocks that operate based on the value of the reactive power flag FLQ as shown in Table
3.2. Maximum and minimum limits on Q̂ref , Qmax and Qmin, respectively, are included
in the controller path, before Q̂ref is passed to the current controller. In constant power
Table 3.2: Reactive power modes of operation
FLQ Mode
0 Constant Q
1 Constant power factor
2 Voltage regulation
factor mode, the BESS automatically adjusts its reactive power based on its active power
output, so that its power factor remains constant. For this purpose, the reactive power





















































Figure 3.7: Proposed control for constant Q, constant power factor, or voltage regulation.
measured P̂s, where these are calculated at the initialization of the BESS model, thus
ensuring that the initial power factor is maintained by changing Q̂ref as P̂s changes. A
power transducer, modeled as a first-order transfer function with time constant TP , is
considered for the measured active power. In constant Q mode, Q̂ref is equal to Q̂refo ,
which can be varied to operate the BESS at a desired reactive power output.
Finally, voltage regulation at the terminals of the BESS can be provided by a second
branch in the reactive power controller. The voltage regulation controller compares a
measured terminal voltage V̂s to a reference value V̂sref , and the difference is input to a PI
controller to control the voltage at the PCC bus. A deadband block is used to reduce the
sensitivity of the controller to small voltage deviations. By properly choosing the controller
gains KPV R and KIV R , this can be set to operate in droop mode (KIV R = 0 and KPV R 6= 0),
or to regulate the voltage at the a desired value (KIV R 6= 0); the droop mode is useful when
the BESS operates in parallel with other voltage regulating devices, such as generators.
41
3.2.2 Current Controller
The VSC is controlled using a decoupled dq current control which is presented in Figure
3.8. A Phase-Locked Loop (PLL) circuit, presented in Figure 3.9 provides a reference angle
θ such that the q component of the voltage at the PCC with the electrical grid is zero,
i.e., Vsq = 0; this allows the decoupling of the active and reactive power injected to the
grid. Alternatively, a PLL circuit that has Vsq as input to the summing joint that feeds
the error to the PI in Figure 3.9 could be used; however, that option was discarded in
this thesis, due to the additional block required to calculate the q-axis component of Vs,
since the maximum number of blocks allowed for the model implementation is reached for
the average BESS model proposed here (Section 3.3.1). Thus, the dq p.u. quantities are
calculated as follows:
V̂sd = V̂s cos (θs − θ) (3.14)
V̂sq = V̂s sin (θs − θ) (3.15)
Îd = Î cos (θs − θ − φ) (3.16)








0 if Ps ≥ 0
π if Ps < 0
(3.18)
where θs and V̂s are the angle and p.u. value of the voltage at the PCC bus; Î is the p.u.
current injected by one of the Nc converters; Ps and Qs are the active and reactive power
injected by the BESS into the grid; and φ is the power factor angle. The bases for the p.u.













The objective of the current controller is to adjust the modulation index md and mq,
to control the VSC’s terminal voltage V̂t and angle θt, such that the BESS injected powers
P̂s and Q̂s are equal to P̂ref and Q̂ref , which are used to calculate Îdref and Îqref . Since the

















































f fR L s
1
ˆ ˆ



























































Figure 3.8: Current controller in dq-frame for VSC including the effect of SoC on d-axis
current.









Where V̂df is the measurement of V̂d. The currents Îd and Îq are compared with Îdref and
Îqref respectively, and the error is passed through PI controllers, the output of which are






feed forward compensation for the filter-plus-transformer inductances and grid voltages V̂sd
and V̂sq , which couple the d- and q- axes (see (3.9) and (3.10)), are added to the control


















Figure 3.9: Phase locked loop control [59].




= ud − X̂f Îq + V̂sd (3.23)
V̂
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where X̂f is the reactance of the filter in p.u., the variable V̂
′
dc is the measured dc link
voltage in p.u. and Vdcb is the nominal dc link voltage. The voltage measurement for
the dc link is modeled as a low-pass filter with time constant Tlpf , so as to eliminate the
high-frequency ripple in the dc link [32].
The current converter control logic recommended in [17] for BESS is used here to ensure
the BESS operates within its allowed SoC range, as depicted in Figure 3.10. The SoC of
the BESS is calculated in Figure 3.8 as the integration of the active power Ps over time,
where KSoC is the gain conversion, and SoCo is the initial SoC. According to the proposed
logic, when the SoC is larger than SoCmax and the BESS is operating in charging mode
(P̂ref < 0), Îdref is forced to zero to prevent the BESS from further charging. On the other































Figure 3.10: Current Limiter.
(P̂ref > 0), the Îdref is also forced to zero to prevent the BESS from further discharging.
If neither of these conditions hold, then Îdref passes through to the converter, operating
normally. The following limits are imposed on Îdref and Îqref , as proposed in [17], to prevent
the BESS from exceeding its rated power:
Îdmax =
{
1 if FLPQ = 1√




1 if FLPQ = 0√
1− Î2d if FLPQ = 1
(3.28)
When FLPQ = 1, the BESS operates in P priority mode, and when FLPQ = 0, it operates
in Q priority mode. In the P priority mode, the q current limit is smaller than the d current
































Figure 3.11: Dc-dc converter controller.
3.2.3 Dc-to-dc Converter Controller
The dc-to-dc controller is presented in Figure 3.11. Two PI control blocks are used in
cascade, the first compares the dc link voltage with a reference value, and its output
(current through C1) is added to Îdc, which is calculated using (3.13)) to obtain a reference
current thorough the inductor L, which is checked for limits and then is compared with the
actual ÎL. The error of the second summation is passed through the second PI block, the
output of which is the duty cycle of the boost switch d. This control prevents the inductor
L from being overloaded, which is especially important when the batteries are degraded.
3.2.4 Comparison with Existing Controllers
The proposed control strategy for active and reactive power is primarily based on [17]
and [20], where the models discussed and validated with actual data are intended for
bulk applications and practical utility-scale studies. The concepts of plant controller,
current controller, energy converter model, and their interactions, discussed in [17], are
adopted here as plant level controllers. However, the following controllers used within
these high level blocks, providing services associated with active and reactive power, are
novel contributions, vis-á-vis the controllers discussed in [17] and [20]:
• The POD controller, which includes a transducer to measure frequency and associated
limits to prevent battery overloading.
• The SFR, which includes an anti-wind-up control to improve the dynamic response
of the BESS when it has reached limits.
• The dq current controller in Section 3.2.2.
46
• The dc-to-dc converter and associated controls.
• Besides the normal operating modes associated with active power, namely, frequency
regulation, oscillation damping, and constant active power, the proposed P control
logic allows simultaneous operation in frequency regulation and POD.
• The reactive power controller is simpler, but allows operation of the BESS in the
same operating modes, i.e., voltage regulation, constant reactive power, and constant
power factor mode.
• The proposed control logic requires less flags.
3.3 Implementation of BESS Model
In this section, the implementation of the average BESS model, proposed in Section 3.1,
using a commercial power system analysis software package is discussed. Since the proposed
model is validated against detailed simulations, which include the switching effects of
the converters, a detailed version of the model was also implemented using Mathworks
Simulink®.
3.3.1 TSAT Phasor Model
PowerTech’s DSATools® is the commercial software suitable to perform power system
analysis, which was used to implement and study the BESS models proposed in this thesis.
This package allows to perform dynamic simulations, and provides specific tools to evaluate
all forms of stability (transient, voltage, small-signal, and frequency) in power systems. In
addition, models can be added to its library, which is convenient as multiple BESS are
simulated, to develop the aggregated BESS models, which need to be validated, tested
and studied in sample systems. Furthermore, this is a commercial software package that
is being used by the Ontario’s IESO; as a result, the models developed using this software
can be readily used to study Ontario’s grid.
The simulations were performed using TSAT®, which is part of the DSATools® power
system software package [60]. All BESS models proposed and used in this thesis were
implemented as a template User Defined Model (UDM), which allows to readily parametrize
the BESS. The base structure used in the UDM is the Modularized Renewable Generator
(MRG), which is made available in TSAT® to model renewable generators, such as wind
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or photovoltaic farms, but can be modified to implement a BESS. Three of the five sub-
modules available in the MRG were used to realize the BESS model depicted in Figure 3.5,
i.e., Generator/Converter module, Electrical Controller, and Plant Controller. The Plant
Controller module contains the plant controller proposed in Section 3.2.1. The Electrical
Controller module includes the current controller, dc-to-dc converter model, and dc-to-dc
converter controller, and VSC; thus, it has P̂ref and Q̂ref as inputs, and P̂s and Q̂s as
outputs. Finally, the Generator/Converter module acts as an interface between the MRG
and the grid, thus changing the bases of P̂s and Q̂s to a common grid power base.
The model proposed captures most of the relevant dynamics of the dc- and ac- side,
that may cause instability to the BESS operation under certain circumstances, which were
not properly represented by the models in [17] and [20]. Furthermore, since average models
are considered for the converters in the studies performed here, the simulation times are
much faster than in detailed models, which require smaller time-steps to capture the high-
frequency operation of the converter’s switches.
3.3.2 Simulink® Detailed Model
A detailed three-phase BESS model equivalent to the average model proposed in Section 3.1
was implemented in Mathworks’ Matlab® and Simulink®, as illustrated in Figure 3.12. In
this model, all converter’s circuit elements were represented by physical models available
in the Simulink’s Simscape® library, such as resistors, capacitors, inductors, Insulated-
gate Bipolar Transistors (IGBTs) (used as switches), diodes, voltage sources, etc., and the
transformer, with its windings’ series resistance, leakage reactance, and a magnetization
branch, connecting the filter and the PCC. The control systems were implemented using
standard available blocks, such as PI blocks, gains, summing blocks, etc. Furthermore,
although the control systems remain the same as in the average model, the following
modifications were necessary: high-frequency carrier signals to control the switches; three
modulating signals with amplitudes ma, mb, and mc, as opposed to the two used in the
average model; control and carrier signals for the dc-to-dc converter control; and Park’s
transformation blocks to convert dq quantities into abc quantities and vice-versa.
The BESS model considers a single VSC and three dc-to-dc converters connected at
the dc side. Moreover, the time step required for convergence in detailed simulations is
much smaller than that in the average model; thus, a time step of 10µs was used in the
detailed simulations of the BESS in this thesis.
Other advantages of using Mathworks’ Matlab® and Simulink®, besides allowing mod-









































































Figure 3.12: Detailed BESS model implemented in Simulink.
ysis, such as system identification, or deploy NNs, optimization, etc., which facilitate the
integration of models and techniques proposed in this thesis for power systems.
3.4 BESS Model Validation
In this section, a comparison between the detailed and average BESS models, discussed
in Sections 3.1 and 3.2, is presented. Thus, the BESS is first simulated connected to an
infinite bus to study its dynamic response to step changes in the power reference and to
system disturbances, for both detailed and average models; in this analysis, the limitations
of the average model with respect to the detailed model are highlighted. Then, as an
application of the models, distributed BESS connected to the load buses of the WECC 9-
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bus benchmark test system from [61] are studied for the provision of frequency regulation,
comparing the detailed and average BESS models, and demonstrating that average models
are less accurate when BESS limits are reached. It is also shown that, given their fast
response, the frequency regulation of the system can be considerably improved by small-
sized BESSs at load buses, which have the additional advantage of improving the load
voltages, due to the capability of BESS to regulate voltage, as well.
3.4.1 BESS Configuration and Model Parameters
A 1.5 MVA/2 MWh BESS is considered in this thesis, which is based on an existing facility
of Wind and Energy Canada (WeiCAN) [62]. This facility comprises a 1.5 MVA VSCs
supplied by three equally-sized dc-to-dc converters, only two of which are currently active,
thus giving the facility a net output power of 1 MW. The main BESS parameters were
obtained from this facility, including the step-up transformer’s impedance, which raises
the voltage from 480 V to 13.8 kV, the filter impedance, the VSC rating, and dc-to-dc
converter parameters and ratings. The impedance of the step-up transformer is added to
the filter impedance in the model, for simplicity.
For the battery bank, battery cells of 4.8 Ah, 4.0 V, and 25 mΩ [63], operating at 0.7C,
were arranged in series and parallel to match the low-voltage nominal side of the dc-to-dc
converter and its power rating of 500 kW, as depicted in Figure 3.13, which resulted in
an equivalent circuit with Vbat = 500 V and Rbat = 0.01 Ω as parameters. Note that the
BESS model does not keep track of the SoC in the battery bank model, but in the current
controller, as depicted in Figure 3.8. In addition, the battery bank model does not consider
the effect of SoC on Vbat or Rbat; however, the SoC is used in the current controller to stop
the BESS charging when the battery cells are fully charged, modeled as SoC = SoCmax,
or to stop discharging when it is fully discharged, i.e., SoC = SoCmin.
All the BESS’s PI controllers were tuned by trial and error to obtain adequate dynamic
responses. Switching frequencies of 8 kHz and 2 kHz were used in the detailed model for
the dc-to-dc converter and VSC, respectively. The model parameters are summarized in
Table 3.3, where the parameter values for the POD controller are described in detail later
in Section 3.5.3.
3.4.2 BESS Connected to an Infinite Bus
The BESS connected to an infinite bus through a step-up transformer, as depicted in















Figure 3.13: Battery bank’s equivalent circuit.
Table 3.3: 1.5 MVA BESS Parameters
Generator Converter
Parameter Value Parameter Value Parameter Value
Sb[MVA] 1.5 Vnom[V] 480 Vdcb [V] 900
KD 500 KIF 2000 KPF 3000
KW 1 TW [sec] 0.031 TL1 [sec] 0.1
TL2 [sec] 0.068 TLG1 [sec] 0 TLG2 [sec] 0
TP [sec] 0.02 TRV [sec] 0.02 TRF [sec] 0.02
dbP 0.0001 KIV R 150 KPV R 35
dPmax 0.5 Kosc 2552 KIpl 1400
KPpl 60 Lf [mH] 0.05449 Rf [mΩ] 2
Tlpf [sec] 0.008 KId 0.07164 KPd 0.839098
KIq 0.07164 KPq 0.839098 Nc 1
Mc 3 Rbat[Ω] 0.01 Vbat[V] 500
L[H] 0.0003 C1[F] 0.033 C2[F] 0.0051
KI1 296.4157 KP1 8.2048 KI2 65.5791
KP2 0.2567 dbQ 0.0001
the transmission level. The grid is represented by the impedance Zeq = Req + jXeq, which
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is the Thevenin’s impedance of the WSCC 9-bus test system at Bus 6. The detailed and
simplified BESS models are simulated in Matlab’s Simulink® for some grid contingencies,
and their dynamic response compared.
TjX
13.8 kV1.5MW 230 kV V
eqXeqR
Figure 3.14: BESS connected to an infinite bus trough a step-up transformer.
In the simulated case, the BESS operates in constant PQ mode, i.e., following Pref and
Qref , with step changes in Pref and Qref . Thus, at t = 0s, the BESS is supplying 0.1 MW
and 0.1 MVAr, and the following sequence of changes in {t, Pref} are simulated: {2s, 1.5
MW}, {6s, -1.5 MW}, and {9s, 1.5 MW}; and in {t, Qref}: {3.5s, -0.5 MVAr} and {7.5s,
0.5 MVAr}. Simultaneously, a reduction of 50% in the Thevenin impedance was effected
at t = 3.5s, followed by a three-phase short-circuit at t = 7s at the point of connection,
which is cleared after 50ms. The latter sequence of events allows testing the response of
the BESS for extreme conditions.
The results of the simulations are presented in Figures 3.15 to 3.22. As expected,
the BESS response is very fast, being able to remain stable after the short circuit, and
switch from almost full discharging at 1.5 MW to full charging in less than 1 second.
Indeed, a rate-of-change limit of dP̂max = ±1 p.u./s was used in the active power control
to demonstrate the model functionality, thus the active power injection takes around 1s
to reach steady state in Figure 3.15. Notice the effectiveness of the current controller to
decouple the BESS active and reactive power injections, which is an advantage to effectively
provide independent active- and reactive-power associated services, as also demonstrated
later. Also, the large transient in P at around t = 7s, observed in Figure 3.15, which
momentarily drives the BESS from charging to discharging, creates a sudden change in
the dc-to-dc converter load, thus producing also the large transients in the dc link voltage
shown in Figure 3.17, which is quickly regulated by the dc-to-dc converter controller. This
transient performance can be improved by a more detailed tunning of the controllers’ PIs,
and/or increasing the size of the dc link capacitor.
Observe that for most of the simulation time, the average and detailed models yield
similar results, thus validating the proposed BESS average model. However, some differ-
ences arise during the short circuit, from t = 7s to t = 7.05s, where larger reactive power
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Figure 3.15: BESS active power injected.
Figure 3.16: BESS reactive power injected.
excursions are observed in Figure 3.16. In this case, the transients of Vdc and IL during the
fault in the detailed model are larger than those in the average model, especially in IL. This
forces md and ILref to reach their limits faster in the detailed model, which along with the
intrinsic ripple of the detailed model’s variables, influence the response of the converters’
controllers thereafter; particularly, the integral components of the PI controllers, which
accumulate error, end up producing different dynamic response of the controlled variables
several milliseconds after the first transients.
The most significant differences between the average and simplified model can be ob-
served during the short-circuit, between t = 7s and t = 7.5 s. For example, the inductor
current IL presents a much larger value in the detailed model, also switching to positive
values, as observed in the amplified subplot in Figure 3.19. This activates the inductor-
current limiter feature of the dc-to-dc controller, and thus creates a difference in the dclink
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Figure 3.17: Dc-to-dc converter’s dc link voltage.
Figure 3.18: Dc-to-dc converter’s low-voltage side input voltage.
voltage with respect to the average model (e.g., the small oscillations at around 7.2 s,
observed in the average model, are not evident in the detailed model), which propagates
to the rest of the model variables. Indeed, the large positive current excursion in IL during
the short-circuit has a resetting effect in the second PI of the dc-to-dc converter controller
of the detailed model, which, in the case of the average model, only integrates errors due
to negative IL currents, as observed in the inductor current reference ILref , presented in
the subplot in Figure 3.20. The the dc-to-dc converter variables, i.e., Vdc, Vin and IL are
presented in Figures 3.17, 3.18, and 3.19, respectively. Note that the average model follows
the same trend as the detailed model. When the BESS active power increases at t = 2s
and t = 9s, more current is drawn from the battery pack, which results in a larger voltage
drop in the internal battery resistor Rbat, and, thus, a lower voltage Vin (Figure 3.19), and
a larger current flowing through the inductor, as depicted in Figure 3.19. When the BESS
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Figure 3.19: Dc-to-dc converter’s inductor current.
Figure 3.20: Dc-to-dc converter’s inductor reference current ILref .
changes its operation to charging mode, at t = 6s, the opposite occurs with Vin, which now
increases, whereas IL becomes negative. On the other hand, the dc link voltage is main-
tained constant by the dc-to-dc controller, as illustrated in Figure 3.17. Small transients
are observed in the detailed model only, at the times when either P or Q change or reach
a new value, i.e., at t = 2s, t = 4s, t = 6s, t = 9s, and t = 10s.
Finally, the VSC’s modulation indices are presented in Figures 3.21 and 3.22. The
signal md which controls P , follows the active power curve, while mq follows Q. Observe
that, when P changes, the controller slightly adjusts mq to keep Q constant, because of
the fact that the dq axes are weakly coupled in the filter connecting the VSC and the grid,
as indicated in (3.9) and (3.10). Also, during the short circuit, both md and mq reach their
limits, due to the sudden dc link voltage change.
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Figure 3.21: VSC’s d-axis modulation index.
Figure 3.22: VSC’s q-axis modulation index..
3.4.3 Impact of Distributed BESS on Transmission Systems
In this section, the detailed and average BESS models are compared in a grid context.
Hence, three 1.5 MW BESS are connected in parallel at each load bus in the WSCC 9-bus
test system [61], as depicted in Figure 3.23. This test system is similar to the one used in
[17] and [20] to validate the WSCC model, with parameter values extracted from [61, 64],
and comprises three synchronous generators of which the one connected at Bus 1 is a hydro
generator while the generators connected to Bus 2 and 3 are steam units; the governors
for each unit are based on [9] and are capable of providing PFR. The IEEE type DC1A
excitation system with PSS were used for the three generators [64]. A three-phase version
of the WSCC 9-bus was modeled in Matlabl’s Simulink® for the detailed simulations.






























Figure 3.23: BESS connected to a modified WSCC 9-bus test system.
simplified models for practical dynamic grid studies, and study the potential of relatively
small, utility scale BESSs connected at the distribution level to improve the operation
of transmission systems. The active power controllers of the 9 BESSs connected at the
load buses are set to provide PFR, while the reactive power controllers are set to provide
constant Q. In this case, the BESSs are not coordinated by any centralized authority, but
rather operate as distributed entities, thus measuring the frequency and voltage at local
buses. Note that the total BESS power represents 2.4% of the system installed capacity
and around 4 % of the total load. To test and compare the models, at t = 3 s, the set point
of the governor of the generator at Bus 1 is reduced by 30 %, remaining in that condition
thereafter. The same controller parameters are used in the detailed and average models.
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Figure 3.24: Frequency deviation at Bus 6.
Simulation Results
Figure 3.25: BESS active power injection at Bus 6.
The plot of the frequency deviation of one of the BESSs connected at Bus 6 is presented
in Figure 3.24. For the purpose of comparison, a case in which the BESS operate in constant
PQ mode is also plotted, referred in the figure as “No BESS control”, thus leaving the
frequency regulation task to the conventional generators. It is observed that, as soon as
the contribution of generator 1 decreases at t = 3s, the frequency starts to drop. It takes
around 20 s for the conventional generators to stabilize the frequency when the BESSs
do not contribute to regulate frequency, which also results in a large initial frequency
excursion of -0.32 Hz. On the other hand, when the BESSs help, the frequency regulation is
significantly improved. In this case, as soon as the frequency starts to deviate, the frequency
control commands the BESSs to rapidly increase their power injections, thus supplying the
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Figure 3.26: Inductor current in one dc-to-dc converter of the BESS at Bus 6.
Figure 3.27: BESS dc-link voltage at Bus 6.
local loads, which reduces the system net load and the electrical torque experienced by the
rotors of the conventional generators. As a result, the frequency stabilizes in less than 4
s, and presents a much smaller initial excursion, i.e., frequency drops down to -0.13 Hz.
Notice that this was achieved with relatively small BESS capacity with fast active power
being injected into the grid, as observed in Figure 3.25. This suggests that distributed
BESSs with appropriate control capabilities and connected at the distribution level, have
the potential to impact the transmission system operation.
Figures 3.26, 3.27, and 3.28 present the inductor current IL, dc link voltage Vdc, and
battery bank terminal voltage Vin, respectively, for the detailed and average models of the
BESS connected at Bus 6. Note that all these variables show the same trend, the only
difference being in the ripple content in the detailed model variables, thus proving their
equivalence. It should be mentioned that the ripple of P and f at Bus 6 can be improved
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Figure 3.28: BESS battery bank output voltage at Bus 6.
by changing the ac filter design, which could also include a capacitor; since this thesis
concentrates on average models, a simplified L-R filter has been used, whose parameters
were obtained from an existing facility of similar size.
3.5 Impact of Bulk BESS on Transmission Systems
In this section, the proposed average BESS model, already validated against detailed sim-
ulations, is used to study the impact of utility-scale BESSs on the transmission system.
These studies allow to explore the complete functionality of the proposed controls, allowing
assessing the capability of the BESS to provide grid services such as frequency regulation,
oscillation damping, and voltage regulation.
The simulations were performed using TSAT®. As discussed in Section 3.3.1, the pro-
posed BESS model and controls were implemented as a UDM, which facilitates parametriza-
tion. A time step of .101ms was necessary for the simulations in TSAT® to ensure con-
vergence of the dc-to-dc converter, which represents a trade-off between accuracy and
simulation time. The model proposed is able to capture most of the relevant dynamics
on the dc and ac side, which may bring instability to the BESS operation, which are not
properly represented by models proposed in [17] and [20]. On the other hand, since average
models are considered for the converters in the model proposed here, the simulation times
are much faster than in detailed models, which require smaller time-steps to capture the
high-frequency response of the converter’s switches.
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3.5.1 Test System
The proposed BESS model was added to the WSCC 9-bus test system [61], as depicted in
Fig. 3.29. The transmission system parameters are the same as those described in Section
3.4.3. Due to the inertia constants and low damping coefficients, the test system has
intrinsically low damping; hence, oscillations tend to occur when the system is disturbed.
Therefore, the generator PSSs were properly tuned to guarantee at least 5% damping in
all modes of oscillation.
A 45 MW BESS is used in the simulations, which is of a similar size as the BESS used in
[13] for the same WSCC system, so that the BESS can help with the frequency regulation
in this system. The model parameters are the same as in Table 3.3 in these studies, with
the following changes: dPmax = 0.99 p.u./s [31], Sb=45 MVA, and Nc = 30. The BESS
is initially injecting 20 MW at Bus 10, which is connected to Bus 5 through a step-up
transformer with a turn ratio of 13.8/230 and 0.0586 p.u. reactance. All the BESS’s PI
controllers were tuned by trial and error to obtain adequate dynamic responses.
3.5.2 Study Cases
The following four BESS different models were considered in the simulations for comparison
purposes, which are summarized in Table 3.4:
• Complete Model: Corresponds to the proposed BESS discussed in Sections 3.1, 3.2,
and 3.3. This model considers a battery bank, dc-to-dc converter, VSC, and the ac
filter, and associated controls, and depicted in Fig. 3.1.
• Degraded Model: This is similar to the Complete Model, but the battery bank’s
resistance Rbar and voltage Vbat are increased and reduced, respectively, to model the
degradation due to aging of the battery cells. Hence, based on [14], Vbat = 400 V and
Rbat = 0.025 Ω, are used to model degradation, which represent a 33 % reduction
with respect to their base values.
• Simplified Model: This model is similar to the Complete Model but the battery bank,
the dc-to-dc converter, and its controls are removed, leaving a fixed dc voltage source
feeding the dc side of the VSC at its nominal value.


























Gen. 2 Gen. 3
Figure 3.29: BESS connected to Bus 5 of a modified WSCC 9 bus test system.
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Table 3.4: BESS Models
Name Description Model
Complete Proposed complete average model Battery + dc-dc +
VSC + filter
Degraded Same as Complete but
Rbat = 0.025Ω & Vbat = 400V
Degraded battery +
dc-dc + VSC + filter
Simplified Proposed simplified model Constant Vdc + VSC +
filter
WECC Model proposed in [17], [20] VSC + filter
The following cases were simulated to study the BESS controls and impact on the
transmission system and compare the aforementioned models:
• Case 1: At t = 2s, the reactive load at Bus 5 is increased from 50 MVAr to 80 MVAr,
with the BESS providing Voltage Regulation (VR) and PQ mode.
• Case 2: At t = 5s, the generator connected at Bus 3 reduces its set point by 20
MW. The proposed complete and simplified BESS models are set to provide PFR
(KD = 500) and SFR, while the WECC model provides PFR only, as it does not
have SFR capabilities. Furthermore, the complete model is also simulated to provide
the two PFR and SFR services when the battery cells are degraded.
• Case 3: At t = 1s, a three-phase fault occurs at Bus 8 that is cleared after 50 ms.
The PSSs are disabled in all generators, and the BESS is set to provide oscillation
damping only, considering as well battery cell degradation. Since the WECC model
does not have this feature, it is set to operate in constant PQ mode.
• Case 4: At t = 1s, a three-phase fault occurs at Bus 6 that is cleared after 50 ms. The
PSSs are disabled and the BESS provides oscillation damping and voltage regulation
at the same time, including also battery cell degradation. Since the WECC model
does not have oscillation damping capabilities, it provides voltage regulation only.
• Case 5: At t = 1s, the load at Bus 8 increases by 20%, to represent a sudden loss of
generation. The PSSs are disabled, and the BESS is set to provide PFR, oscillation
damping, and VR simultaneously. Since the WECC model does not have oscillation
damping capability, it is set to provide PFR only. The effects of degradation and
SoC control are also studied in this case, with the SoC control parameters set to:
SoCmax =2,222.22 kWh or 1 p.u., SoCmin=0 kWh or 0.2 p.u., and SoCo=111.11 kWh
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Figure 3.30: Case 1 voltage at Bus 5 for BESS in VR and PQ modes.
or 0.05 p.u. Notice that the energy capacity of the BESS is chosen to be small, which
is to be expected for BESSs mainly providing PFR, SFR, and VR services, rather
than arbitrage, and thus charges and discharges in relatively short times (seconds to
minutes).
3.5.3 Results and Discussions
Case 1
Figure 3.30 shows the voltage at Bus 5, where it can be observed that after the event,
the BESS regulates the voltage by increasing its reactive power injection, which helps the
voltage to quickly reach steady-state, in less than a second. With the BESS operating in
constant PQ mode, after the voltage drops to 0.97 p.u., which is generally acceptable, it
does not fully recover to the nominal value, as expected, and stabilizing at around 0.975
p.u.
Observe that all the models yield similar responses, even when the battery cells are
degraded, this can be attributed to the fact that while degradation limits the active power
drawn from the BESS, the reactive power is mostly dictated by control of the VSC switches
and the capacitor in the dc link.
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Case 2
The effect of battery degradation on frequency regulation is examined in this case, and
the results are presented in Figure 3.31 and Figure 3.32. Observe that the Complete and
Simplified Models are very similar for PFR, stabilizing the frequency at 59.95 Hz, with
SFR bringing the frequency back to nominal in around 1 sec, which requires larger active
power injections from the BESS. The small oscillations observed in the SFR case, between
5s and 10s, are due to the values used in the SFR controller gains. Notice that when the
WECC model is used, a larger frequency deviation occurs, with the frequency dropping to
59.83 Hz, thus taking longer to stabilize (around 6 s), due to an additional PI controller in
the frequency regulation path in the WECC model and the absence of SFR in the WECC
model; however, it reaches steady-state at the same value (frequency and power) as the
Complete and Simplified Models.
When degradation is simulated, the BESS output power is limited to around 32 MW,
thus compromising its frequency regulation capability. The reason for this limit is that, in
discharging mode, degradation implies a lower Vin due to a reduced Vbat and larger voltage
drop across Rbat; consequently, the dc-to-dc control requires a larger inductor current
IL to realize the nominal Vdc, but the inductor current limiter in the dc-to-dc controller
prevents IL from increasing further, which ultimately limits the discharging current from
the battery cells and the BESS ability to respond to the commands of the plant controller,
thus compromising the frequency regulation as shown in Figure 3.32, where the frequency
drops to 59.86 Hz and stabilizes at 59.93 Hz, in the presence of both PFR and SFR. This
behaviour can only be captured when modeling the dc-to-dc converter, which the WECC
model does not consider.
Case 3
In this case all the PSSs are disabled, and hence the generators tend to oscillate after a
disturbance, and thus the BESS can be used to provide the necessary damping. In order for
the BESS to provide oscillation damping, the POD control needs to be properly tuned, as
its parameters depend on the system conditions and other BESS parameters as explained
next.
During the transients after the fault, all three generators and bus frequencies oscillate
with a common under-damped frequency of fosc = 1.335 Hz without PSS, which was
determined by performing Prony analysis on the frequency traces [65], with the BESS
not operating and all PSSs inactive. Although the rotor speed of the three generators
oscillate at the same frequency, they have different mode phases, i.e., θωg1 = −36.38o,
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Figure 3.31: Case 2 active power supplied by BESS in PFR and SFR modes.
















Figure 3.33: Eigen-vector components of generators’ and Bus10 frequencies for low-damped
frequency oscillation mode.
θωg2 = 158.45
o, and θωg1 = 168.86
o, as illustrated in Figure 3.33. Moreover, the mode
phase of frequency signal at bus 10, at which the BESS is connected and from where the
∆f̂ signal will be obtained for the POD control, is θ∆fB10 = 82.40
o. Thus, the BESS can
be tuned to add damping torque to Gen. 2, which is the one with the largest magnitude of
frequency deviation |∆ωg2| in that particular mode of oscillation. Hence, since the BESS
output power should be 180o phase-shifted with respect to the phase of ∆ωg2, the POD
control parameters can be adjusted so that [58]:
θ∆PBESS = θ∆ωg2 + 180
o (3.29)
where θ∆PBESS is the phase angle of the BESS power injected due to the POD action.
Expressing θ∆ωg2 as a function of θ∆fB10 , which is the input frequency of the POD, it
follows that:
θ∆PBESS = θ∆fB10 + (158.45
o − 82.40o) + 180o (3.30)
θ∆PBESS = θ∆fB10 + 256.05
o (3.31)
θ∆PBESS − θ∆fB10 = 256.05o (3.32)
(3.33)
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Figure 3.34: Series of transfer functions between ∆fB10 and ∆P̂BESS in the BESS.
From the proposed plant controller depicted in Figure 3.6 and current controller in Fig-
ure 3.8, a transfer function having ∆f̂B10 as input and ∆P̂BESS as output, respectively, can
be derived, as the multiplication of individual transfer functions representing the different
components in the path between the POD input and BESS output, as presented in Figure
3.34, where FF (s), WO(s), LL(s), CC(s), and AC(s) are the individual transfer functions
of the frequency transducer (filter), washout filter, lead/lag controller, current controller,
























































































































































































































By substituting the actual individual transfer functions in Figure 3.34, and assuming
that V̂d ≈1 p.u, and V̂q ≈0 p.u, (this yields P̂ref=V̂dÎdref ≈ Îdref ) and assuming a simplified
representation of the current controller plus ac filter [32], the transfer functions in Figure
3.35 can be obtained, where K = KWTWKosc, and G(s) is the open loop transfer function


























= KH(s)LL(s) = K|H(s)||LL(s)| θH(s) + θLL(s) (3.38)
∆P̂BESS
∆f̂B10
= |J(s)| θJ(s) =
∣∣∣∣∣∆P̂BESS∆f̂B10
∣∣∣∣∣ θ∆PBESS − θ∆fB10 (3.39)
From (3.38) and (3.39), it follows that:
θ∆PBESS − θ∆fB10 = θH(s) + θLL(s) (3.40)
Substituting (3.32) in (3.40), for the particular condition of s = j2πfosc:
θH(s=j2πfosc) + θLL(s=j2πfosc) = 256.05
o (3.41)
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where θH(s=j2πfosc) can be calculated by substituting s = j2π1.335 in (3.37) and the corre-
sponding parameters from Table 3.3, with Rf and Lf expressed in p.u., as follows:
H(j2π1.335) = 7.884 245.7o (3.42)
From (3.42) and (3.41), the phase required by the lead/lag compensator, at the oscillation
frequency fosc, can be calculated as follows:
θLL = 256.05− 245o (3.43)
= 10.29o (3.44)
This is the input provided to the Matlab’s® Control System Designer toolbox [66] to
obtain, the values of TL1 , TL2 , TLG1 , and TLG2 presented earlier in Table 3.3. Hence,
replacing these parameters into the lead/lag transfer function LL(s), for s = j2π1.335, the







LL(s = j2π1.335) = 1.1337 10.29o (3.46)
The washout parameters were obtained from typical values used in PSSs [64], while
the main controller gain Kosc was calibrated by trial-and-error, running time-domain sim-
ulations until the best BESS performance for damping the oscillations was achieved.
After the short circuit, the oscillation damping control used in the Complete and Simpli-
fied models stabilizes the system oscillations in less than 4s, as illustrated in Figure 3.37
and Figure 3.36, thus proving the effectiveness of the proposed control. On the contrary,
undamped oscillations are observed with the WECC model, as this does not have POD
control. Similarly, when degradation is simulated (two levels in this case), the effectiveness
of the control is compromised. Thus, the frequency further deviates after the short circuit,
i.e., down to 59.93 Hz for an Rbat = 0.025 Ω, and 59.87 Hz for Rbat = 0.1 Ω, and the system
takes longer time to stabilize (around 11 s), with low frequency oscillations taking longer to
damp down (around 8 s). The reason for this is that, as in Case 2, the dc-to-dc controller
limits the BESS active power in discharging mode, which is observed as high-frequency
oscillations in the degraded curves; however, in charging mode (negative P in Figure 3.37),
the voltage drop in Rbat results in a larger input voltage to the dc-to-dc converter at the
battery bank side Vin, because the current flows from the dc-to-dc converter to battery
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Figure 3.36: Case 3 frequency at Bus 10 for BESS providing POD.
Figure 3.37: Case 3 active power supplied by BESS.
cells, which can be readily managed by the dc-to-dc controller by reducing the duty ratio,
and thus no limit-related issues are observed when the BESS operates in charging mode.
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Consequently, even in the battery-degraded cases, the POD controller still manages to
damp the low-frequency oscillations, albeit taking longer to do so.
Observe in Figure 3.37 that the value of Kosc used allows operating the BESS at its full
capacity during the first seconds after the fault, barely reaching limits, which contributes
to damp the oscillations faster. Furthermore, the Complete model shows larger active
power oscillations than the Simplified model, which results in larger frequency oscillations
also. These differences can be attributed to the action of the dc-to-dc converter controller,
which affects the dc link voltage as the power drawn from the battery cells varies.
Case 4
In Figures 3.38 to 3.41, the simultaneous operation of the BESS for oscillation damping
and voltage control is demonstrated. Observe that, after the fault, the system oscillations
are rapidly damped by the BESS in all cases, except when the WECC model is used, which
shows undamped oscillations due to the lack of POD control. Indeed, the Complete and
Simplified models damp the oscillations faster than in Case 3, in around 3s; this is due
to the fact that the load being short-circuited during the fault is slightly larger in Case
3, but also because the BESS regulates voltage in Case 4, which helps to maintain the
system voltages during the fault, as observed in Figure 3.41 for the voltage at Bus 10,
which recovers very fast. In the Degraded case, the oscillations tend to last longer, but
are also finally damped. These simulations demonstrate the effectiveness of the controls
to allow the BESS to provide two independent services simultaneously, without significant
interference between them.
Case 5
The results of Case 5 are presented in Figures 3.42 to 3.45. In this case, after the dis-
turbance, the proposed PFR control increases the BESS active power injection, which
stabilizes the system frequency at 59.95 Hz in less than 2s, while the POD control simul-
taneously acts to damp the system low frequency oscillations. The WECC model, on the
other hand, takes longer to stabilize the frequency at the same value (around 5s), and does
not damp the low-frequency oscillations, as expected. When degradation is considered, it
can be observed that, again, since the BESS is operating in discharging mode, its power
is limited; hence, the effectiveness of the BESS to regulate the frequency is compromised.
Therefore, the system frequency takes longer time to stabilize (around 8s), as more power
from the slower traditional generators is needed for regulation. Also, as the BESS active
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Figure 3.38: Case 4 frequency at Bus 10 with BESS providing POD and VR services.
Figure 3.39: Case 4 active power supplied by BESS.
power is constrained, the POD is ineffective, and thus sustained oscillations are observed
in active and reactive powers.
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Figure 3.40: Case 4 reactive power supplied by BESS.
Figure 3.41: Case 4 voltage at Bus 10 for BESS.
Once the SoC reaches its minimum value at around 12s, as illustrated in Fig. 3.46
the SoC control, modeled in the three cases, shuts down the BESS, leaving the frequency
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Figure 3.42: Case 5 active power supplied by BESS in PFR, POD, and VR modes.
Figure 3.43: Case 5 frequency at Bus 10.
regulation task to the generators, which deteriorates the frequency regulation performance
of the system, resulting in large low-frequency oscillations. When degradation is considered,
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Figure 3.44: Case 5 reactive power supplied by BESS.
Figure 3.45: Case 5 voltage at Bus 10.
i.e., large Rbat and low Vbat, the BESS takes longer time to fully discharge, due to its limited
output power; however, when it is finally shut down, a more severe oscillatory behavior
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Figure 3.46: Case 5 BESS SoC.
is observed, which results in frequency instability. Notice that before the SoC limits are
reached, the BESS is fully capable of regulating the frequency and damp the oscillations
at the same time, while keeping the voltage regulated at its nominal value.
3.6 Summary
In this chapter, a dynamic average BESS model, including a simplified model for the battery
bank, VSC, bi-directional buck-boost converter, ac filter, and associated controls, suitable
for modeling small, medium or large BESS facilities, was proposed and validated against a
detailed version of it, connected to an infinite bus and to a benchmark test power grid. It
was demonstrated that, for step changes in the power references and contingencies such as
short circuits, both models were equivalent as long as the limits in the control systems were
not reached; otherwise, differences arose. It was also demonstrated that those differences
could only be observed when the dc-to-dc converter and its controls were considered, which,
in part, justify the need for their modelling. When the detailed and average models were
simulated connected to a transmission gird, it was demonstrated that small capacity of
distributed BESS was enough to considerably improve the system’s frequency regulation
with respect to a case without BESS.
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The proposed average model was further compared with a simplified version that ne-
glected the dynamics of the dc-to-dc converter, and with an existing BESS model widely
used by industry, i.e., the WECC model, for several contingencies. It was demonstrated
that the additional controls proposed in this thesis for the BESS, which were not consid-
ered in the WECC model, namely, SFR and POD controls, could significantly improve the
contribution of a large BESS to the stability of the transmission grid, with controls that
required less logic flags and regulation paths.
The inclusion of the dynamics of the dc-to-dc converter and its controls, and the decou-
pled dq current control in the BESS model are demonstrated here to be relevant, especially
when degradation of the battery cells are considered. However, modeling this requires a




Aggregated BESS Dynamic Models
for Active Distribution Network
Studies
In this Chapter, a transmission-system-level aggregated model of BESSs distributed through-
out the ADNs, is proposed, to study their dynamic performance and services provided to
the grid. ADNs comprise intelligent loads, local generation, particularly solar PV, and
BESSs, which can provide different services to transmission grids, including voltage con-
trol, oscillation damping, frequency regulation, and active and reactive power injections.
Proper equivalent models of the ADN components allow to evaluate the impact and inte-
gration of these networks with transmission grids. The measurements of the aggregated
response of the BESSs at the boundary bus of the ADN with the transmission system are
used here to develop an aggregated black-box model based on two NNs, one for active power
and another for reactive power, with their optimal topology obtained using a GA. Detailed
simulations are performed, using TSAT and Simulink, of multiple BESSs connected to a
CIGRE benchmark ADN connected to a load bus of the 9-bus WSCC benchmark trans-
mission network; the test ADN is then replaced by the proposed black-box model, with
aggregated models of the loads and PV generation, demonstrating that the proposed model
can accurately reproduce the results obtained with the full ADN.
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4.1 Aggregated BESS Black-box Model
In this section, a methodology to obtain an aggregated black-box BESS model at the
boundary bus between transmission and distribution systems is proposed. The model is
based on NNs representing active and reactive power injections, whose topologies are opti-
mized using a GA, with parameters (weights) obtained by training the NNs based on data
from measurements of active with reactive power, voltage, and frequency at the boundary
bus. It is assumed that the BESSs are connected to a distribution system comprised also
of loads and PV generation, and modeled as proposed in Chapter 3. PV generation is
considered here as the dominant ADN supply source, instead of diesel generators or wind
turbines, as these are becoming the norm in ADNs, as significant PV generation capacity
is being deployed in various jurisdictions, with BESS addition being considered to enhance
and facilitate PV integration [67, 68]. Nevertheless, aggregated models of other types of
generation could be readily considered in the proposed black-box model development with-
out loss of generality.
4.1.1 Proposed Black-box Model
NARX NNs are a subclass of recurrent NNs, which has been shown to be better for
BESS modelling than conventional recurrent NNs in terms of learning capability, speed
of convergence, and accuracy [69]. Hence, since many NNs are trained and tested as part
of the algorithm to develop black-box models in this thesis, speed of convergence plays a
major role, and thus NARX NNs are used here for the proposed black-box models, based on
(2.1) and (2.2) for open- and closed-loop configurations, respectively, as depicted in Figure
4.1, where the TDL blocks represent time delays applied to their inputs. Note that the
main difference between the open- and closed-loop configurations is that the latter does not
need information of the actual system output, as the NN’s output values y̌t−1, y̌t−2, .., y̌t−ny
are fed back to the network. Moreover, the NARX-NN’s G function in (2.1) or (2.2), can be
implemented as a feedforward NN with the corresponding input and output delays feeding
the first hidden layer [70] as presented in Figure 4.2.
The proposed black-box model is presented in Figure 4.3, which consists of two NARX
NN in closed-loop configuration, NN-P and NN-Q, whose outputs represent the active P


























Figure 4.1: NARX NN in (a) open-loop and (b) closed-loop configurations.
P̌t = F

P̌t−1, P̌t−2..., P̌t−ny ,
f̌t, f̂t−1, ..., f̂t−nx ,
V̂t, V̂t−1, ..., V̂t−nx ,
∆P̂reft ,∆P̂reft−1 , ...,∆P̂reft−nx ,




Q̌t−1, Q̌t−2, ..., Q̌t−ny ,
f̂t, f̂t−1, ..., f̂t−nx ,
V̂t, V̂t−1, ..., V̂t−nx ,
∆P̂reft ,∆P̂reft−1 , ...,∆P̂reft−nx ,
P̂ V t, P̂ V t−1, ..., P̂ V t−nx
 (4.2)
where P̌ and Q̌ are estimations of the active and reactive power injections of the aggregated
BESSs in p.u., respectively, and assumed to be functions of the relevant measurements
available at the boundary bus; V̂ and f̂ are the voltage and frequency at the boundary bus
in p.u., respectively; ∆P̂ref is the command signal sent from the central entity to modify the
power set point of BESSs in p.u. (see Section 3.2.1); P̂ V is a signal proportional to the solar
irradiance, expressed as the per unit power of all PV generators; F : R1×(ny+4(1+nx)) → R
and H : R1×(ny+4(1+nx)) → R are nonlinear functions mapping the input data, including
the feedback of historical data of the estimated outputs, and t represents the time, with



















( 1)x t 
( 2)x t 
( )x t n
( )yy t d
( 1)y t 
( )y t
( 1)y t 
Input Layer Hidden Layer
Output Layer
Feedback Layer
Figure 4.2: Recurrent NN topology (NARX)
of the NNs proposed for the aggregation of P and Q, respectively, and depends on the
structure of these networks, i.e., number of layers, number of neurons per layer, weights
connecting neurons between layers, the activation function of the neurons, etc. Observe
also that the individual BESSs use f̂ , V̂ , and P̂ref as input signals to their control systems,
and therefore, are adequate as input signals for the black-box model, with V̂ and f̂ also
having enough information of the system state. On the other hand, the signal P̂ V provides
information of the power injections of the distributed photovoltaic generation, which affect
the system and BESS operation, and is independent from these two, and it thus needs to
be taken into consideration as input.
Observe in (4.1) and (4.2) that nx and ny denotes measurements of past input and
















Figure 4.3: Proposed aggregated black-box model for distributed BESS.
information to capture the main dynamics of the BESSs response. The number of neurons
in the input layer depends on the number of input signals considered in the model, which
is 4 neurons in the present work, i.e., f̂ , V̂ , ∆P̂ref , and P̂ V , and 1 neuron for the output P̌
or Q̌ at the output layer. The number of hidden layers is often challenging to determine;
intuitively, larger number of hidden layers would more accurately represent complex sys-
tems, but it is not guaranteed, and would considerably increase the computation burden in
training the NNs. The number of hidden layers is considered to be fixed at 4 in this thesis,
and has been determined through trial and error, based on the available measurements.
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4.1.2 Aggregated Load and PV Models



















where PLo and QLo , and PPVo and QPVo , are the aggregated active and reactive loads
respectively, and aggregated active and reactive PV power injections of the PV generation,
at each bus j of the distribution system. Note that this aggregation assumes that the PV
generators are represented as constant negative power loads, as usual in ADNs where these
systems operate in Constant P (Maximum Point Power Tracking or MPPT) and zero Q
mode, as is the case nowadays for most of these PV sources, and the loads behave as voltage
dependent loads, with α and β exponents for P and Q respectively, as is typically the case
in dynamic studies [9], especially since these represent loads on distribution feeders.
Since measurements of the active and reactive power injections at the boundary bus,
represent the aggregated effect of the entire distribution system, the power injections com-
ing from the BESSs can be calculated by extracting the aggregated load (4.3) and PV
generation (4.4), as follows:
PBESS = PBus − PeqPV + PeqL (4.5)
QBESS = QBus −QeqPV +QeqL (4.6)
where PBus and QBus are the measurements of active and reactive power injections at the
boundary bus, respectively. Note that the aggregated BESS measurements PBESS and
QBESS are independent of the type of load, since the loads are extracted from PBus and
QBus measurements.
4.1.3 Training and Testing
The training of the two proposed NNs is performed based on actual measured or simulated
data, for L different time series obtained from L different events. In order to use this
data for training, some pre-processing is necessary, for which the algorithm depicted in
Figure 4.4 is used, as described next.
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Figure 4.4: Algorithm used for NN data pre-processing and NN training.
Data Resolution
One of the benefits of using aggregated models is the reduction of the time step of the
simulations, since detailed system responses, such as those associated with BESS’ converter
switches, are aggregated and thus simplified. Using data with high resolution increases the
training time of NNs, which is critical if several NN topologies are to be tested, when,
for example, an optimal configuration is needed. Hence, the first step in the proposed
algorithm is to reduce the resolution of the training data, such that the main dynamics of
the system are still captured. In BESSs, the relevant time constants associated with grid
controllers are in the order of ms, therefore, the data resolution should be in that range.
Aggregated BESS Measurements
Once the lower-resolution data is obtained, the aggregated power measurements of the
BESSs P and Q are calculated using (4.5) and (4.6) for each time series l= 1,...,L . Then,
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∀ l = 1, ...,L (4.8)
where Sh is the power rating of each individual BESS h connected at the distribution
system.
White Noise Addition
White noise injection to the input data is performed before training, as this is a regulariza-
tion technique used to reduce overfitting and improve the robustness of the NN, for better
generalization and faster learning [71]. This helps prevent the NNs from becoming too
sensitive to small disturbances or noise introduced due to model inaccuracies when used in
simulations. The level of white noise creates a trade-off between accuracy and sensitivity,
with the latter being observed during simulations only. Furthermore, since the output of
the NNs are more sensitive to certain input signals, the level of white noise should be
different for different inputs, and defined based on simulation results. Thus, white noise is
added to the training data as follows:
xl,t = xl,t + µl,tρx max (xl) (4.9)
yl,t = yl,t + µl,tρy max (yl) (4.10)
where xl,t is the reduced-resolution value of the input variable x := {f̂ , V̂ } at time t, of
the time series l; µl,t ∼ U [0, 1] is a random variable modeled as a uniformly distributed
random process; xl is a vector containing all xt of the times series l; and ρx is a parameter
that defines the level of white noise added to the variable x with respect to its highest





, xl t 
0
max( )ly
Figure 4.5: White noise addition technique for input and output signals.
Optimal NN Topology
The objective here is to find the vector N ∗ := [N∗1 , N
∗
2 , .., N
∗
X ] that contains the optimal
number of neurons N∗i per hidden layer i of the black-box NN model, which, minimizes the
Mean Squared Error (MSE) of the NN prediction with respect to the actual measurements
used as validation data, for all time series, assuming that the total number of hidden layers
X is a fixed parameter in the model. Thus, considering the highly non-linear relation
between performance and topology in a NN, a GA, which is a search-based optimization
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s.t. ŷl,k − y̌l,k − ξl,k = 0, ∀ k
G

y̌l,r−1, y̌l,r−2, ..., y̌l,r−ny ,
f̂l,r, f̂l,r−1, ..., f̂l,r−nx ,
V̂l,r, V̂l,r−1, ..., V̂l,r−nx ,
∆P̂refl,r ,∆P̂refl,r−1 , ...,∆P̂refl,r−nx ,
P̂ V l,r, P̂ V l,r−1, ..., P̂ V l,r−nx ,
w,N

− y̌l,k = 0,
∀ k = r, l = 1, ...,L
1 N Nmax
Ni ∈ Z+, ∀ i = 1, ..., X
(4.11)
where the vector N := [N1, N2, .., NX ] is part of the input variables of the NN function
G, with r representing the index of all measured data points of the time series l; k is the
index of the measured data points used for validation only of the time series l; M is the
total number of data points k; L is the total number of time series; ξk,l is the error of
the predicted value y̌l,k with respect to the measurement ŷl,k in p.u., using the nonlinear
function G representing the NN; w is the vector of internal weights of the NN; and Nmax
is a vector that contains the maximum number of neurons per layer i. Note that the only
variables in this problem are the entries of the vector N .
The optimization problem described in (4.11) is solved using a GA, where N is a
member of the population Ce, updated at every generation e+ 1, based on the individuals
N that had the best performance toward minimizing the objective function, i.e., minimum
MSE on the validation data set. Note that, since the NN must be trained for each candidate
solution N in order to obtain the output of G, and that the objective at this stage of the
algorithm is to determine the optimal topology of NN, early stopping of the training process
is enforced, which reduces the time required by the GA to solve the problem. The output
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Figure 4.6: NNs training process.
Black-box Model Training
Finally, using N ∗, the NN is trained considering a larger number of maximum epochs to
obtain the lowest possible error, and thus determine the optimal vector of weights w, as
shown in Figure 4.6.
4.2 Results
The aggregated BESS model is validated through simulations using the methodology pro-
posed in Section 4.1, to obtain a black-box model of aggregated BESSs distributed within
a modified version of the American CIGRE Medium-Voltage (MV) test ADN in [72], con-
nected at Bus 5 of an also modified WSCC 9-bus benchmark transmission system [61],
[64], which are both simulated in TSAT [60]. The aggregated BESS model is validated
through simulations. Thus, the results discussed hereafter demonstrate the effectiveness of
the proposed model to reproduce the behaviour of the detailed model, and without loss of
generality, it should apply to any interconnected transmission and distribution grids, given
the general and well-accepted dynamic models used in the presented simulations.
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4.2.1 Test System
In order to reduce the simulation complexity, all loads and low-voltage networks are con-
sidered balanced and aggregated at the MV/LV transformers. All breakers in the system
are closed, resulting in feeder loops. A high penetration of PV generation is assumed, with
storage capacity spread across the distribution system, i.e., small units at households and
larger units all aggregated at the MV level, corresponding to an equivalent 1.5 MVA PV
and 1.5 MVA BESS at each of the 14 buses of the ADN, as depicted in Figure 4.7. The
BESS are based on the model described in Chapter 2, and since the scope of this thesis
is on BESS aggregation, simplified models for the loads and PV generation are used, as
discussed in Section 4.1.2; thus, the loads are modeled as constant impedance loads, as-
suming α=β=2, and the PVs as negative constant power loads. The Bus 0 of the ADN is
connected to Bus 5 of the WSCC 9-bus benchmark system, through a 115 kV/230 kV step-
up transformer and transmission line which represents a sub-transmission system, whose
parameters are extracted from [72]. Single-phase detailed representations of the BESS were
implemented in Powertech’s power system software package TSAT [60], requiring a time
step of 0.101ms to ensure convergence, since the program did not converge with a 0.1ms
time step.
The transmission system comprises one hydro generator Gen1, and two steam gener-
ators Gen 2 and Gen 3, which supply three loads, while also providing PFR and voltage
control. The steady-state data of the WSCC 9-bus test system was extracted from [61],



































































































































The BESS model discussed in Chapter 3 is used to simulate seven cases, in which con-
tingencies are applied in the transmission system, while the BESSs are set to operate in
different modes, i.e., PFR, Oscillation Damping (OD), and Constant Active Power (PC).
Measurements of the active and reactive power injections, voltage, and frequency at Bus
0 of the ADN are recorded to obtain the aggregated BESS model. In all cases, the BESSs
are set to initially operate in discharging mode, supplying 0.1 MW each, and the PVs
injecting 0.75 MW, without loss of generality. Hence, in normal operating conditions, the
ADN is consuming power from the transmission system. Also, to provide reactive power
compensation, the BESSs provide voltage regulation at their local buses in all cases, to
maintain the distribution system voltage within acceptable limits in the MV test system
(between +6%/- 6% of the nominal [73]). Furthermore, step changes in the PV power are
also simulated in all cases, to represent variations in the solar irradiance, as follows: {8 s,
+0.1 p.u.}, {12 s, +0.1 p.u.}, and {14 s, -0.1 p.u.}.
The seven study cases are the following:
• Case 1: The power output of Gen 2 is reduced by 10% at t=3 s, to simulate a sudden
loss of generation; all BESSs are set to operate in PFR mode using local frequency
measurements (distributed control); and the PSS of the three generators are active.
• Case 2: Same as Case 1, but the power output of Gen 3 is reduced by 20% at t=3 s.
• Case 3: Same as Case 1 and 2, but the power output of Gen 1 is reduced by 30% at
t=3 s.
• Case 4: A short circuit is applied at Bus 8 at t=3 s, and then removed after 50
ms, while all BESSs operate in OD mode, and the PSS of the three generators are
disabled. In this case, the BESSs receive the same frequency signal (f at Bus 0) for
the OD control, assuming that a single entity at the distribution system level controls
the BESSs (centralized control).
• Case 5: Same as Case 4, but the short circuit is applied at Bus 6.
• Case 6: No contingency is simulated on the transmission system, but the reference
output power of the 14 BESSs are changed by +0.5 p.u. (+ 0.75 MW) at t=3 s,
when operating in PQ mode and in centralized control to simulate a sudden increase
in the power supplied by the ADN.
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• Case 7: Same as Case 6, but all BESS output powers are changed by -0.5 p.u. (+0.75
MW) at t=3 s, to simulate a sudden decrease in the power supplied by the ADN.
These cases are summarized in Table 4.1. The length of the simulations for all cases is 22s.
Note that at least two time series per type of service and contingency are simulated, which
activate most the BESSs’ controller branches (except the constant power factor control)
and excite the relevant system dynamics, which provide quality data to train the black-
box model to accurately represent the aggregated BESSs for these contingencies, as well
as untrained events, as demonstrated next.




P Q Input Signal
1 -10%∆P Gen 2 PFR V Reg. Local Yes
2 -20%∆P Gen 3 PFR V Reg. Local Yes
3 -30%∆P Gen 1 PFR V Reg. Local Yes
4 Short circuit at Bus 8 OD V Reg. Central No
5 Short circuit at Bus 6 OD V Reg. Central No
6 +0.5∆PBESS PC V Reg. Central Yes
7 -0.5∆PBESS PC V Reg. Central Yes
The main assumptions in developing the aggregated BESS model are the following:
• All BESSs independently operate in the same control mode in each case, i.e., PFR,
OD, and PC, as described in Section 3.2.1. Different control modes are used, de-
pending on the contingency simulated.
• All BESSs regulate the local voltage in all cases.
• The input signals to the black-box BESS model are the per-unit bus frequency and
voltage at the boundary bus between transmission and distribution systems, a signal
proportional to the solar irradiance (P̂ V ), and a signal proportional to the change in
the BESSs’ power reference (∆P̂ref ).
• All PVs connected at the distribution level have the same power rating and produce
the same active power.
• The nominal load values and ADN topology are the same in all cases.
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• All BESSs have the same ∆P̂ref in Cases 6 and 7.
• The events simulated in the above cases are sufficient to excite the relevant internal
dynamics of the BESSs.
• The BESSs are assumed to leave enough energy available to supply the power required
by the system, i.e., SoC limits are not reached.
4.2.3 BESS Black-box Model Parameters
The methodology proposed in Section 4.1.3 is applied here to obtain the aggregated black-
box BESS model, for which simulated measurements at Bus 0 of the ADN are used to
train the two NNs, NN-P and NN-Q. The TSAT simulations used a data resolution of
0.101 ms, which represents around 220,000 data points per input per case; hence, training
the NN with that resolution requires 7.7 million data points for the seven cases considered,
for all the inputs and output feedback, per NN. This presents a computational challenge,
because of the large number of operations required while adjusting the NNs’ weights during
training. Hence, the data resolution was reduced to 0.01 s, as explained in Section 4.1.3,
which considerably reduced the computational burden, while capturing the main dynamics
of the aggregated behaviour of the BESSs, relevant for typical transient stability studies.
Furthermore, five measurements of past data of the inputs and outputs are used in (4.1) and
(4.2), since these provide a large-enough window of historic information observed by the
model, as demonstrated in the next section. The aggregation of the BESSs was performed
using (4.5)-(4.8).
To determine the level of noise required to obtain adequate black-box models, a sensi-
tivity analysis of the inputs to the NNs was performed, starting with finding the optimal
NN configuration without considering white noise. Then, the NN with the optimal con-
figuration was trained, adding white noise to the input data and observing how the MSE
values change for the trained and untrained events, noticing that as the level of white noise
increased, the MSE slightly increased for the trained events, but considerably decreased for
the untrained events. Hence, the noise levels were increased until acceptable MSE values
were obtained for both the trained and untrained events. These white noise levels were
then applied to the input data to obtain a new optimal NN configuration. This empirical
process yielded ρx = ρy = 0.003 for (4.9) and (4.10).
In [41], two hidden layers are proposed in an NN black-box model in order to represent
the response of an aggregated system based on microturbines, to one type of disturbance
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only. Here, in three different disturbances in the seven studied cases (L = 7) are consid-
ered, which with the addition of PVs changing their output power, requires a more complex
NN structure. Indeed, when less than 4 hidden layers were studied (e.g., 2 and 3), poor
performance in the predictive capability of the NNs was observed, resulting in too many
topologies. On the other hand, more than four layers increased considerably the domain
of the problem, making it intractable, since the number of possible topologies increased
exponentially with the number of hidden layers. Hence, four hidden layers (X = 4) for
NN-P and NN-Q are considered, since it increases the capability of the NNs, while keep-
ing the computational burden reasonable, and yielding adequate results as demonstrated
here. Furthermore, the number of neurons per layer are constrained to 50, to reduce the
population domain in the GA. The activation function used for the neurons is the sigmoid
function. Each case described in Section 4.2.2 corresponds to the time series l that is used
to train the NNs, with 70% of the available data of each time series being used for training,
25% for validation, and 5% for testing.
The following optimization problems, illustrated in Figure 4.8, are then solved using











s.t. P̂l,k − P̌l,k − ξPl,k = 0, ∀ k
F

P̌l,r−1, P̌l,r−2, ..., P̌l,r−5,
f̂l,r, f̂l,r−1, ..., f̂l,r−5,
V̂l,r, V̂l,r−1, ..., V̂l,r−5,
∆P̂refl,r ,∆P̂refl,r−1 , ...,∆P̂refl,r−5 ,
P̂ V l,r, P̂ V l,r−1, ..., P̂ V l,r−5,
wp,Np

− P̌l,r = 0,
∀ r ∧ l = 1, ..., 7
1 NP  NPmaxI













s.t. Q̂l,k − Q̌l,k − ξQl,k = 0, ∀ k
H

Q̌l,r−1, Q̌l,r−2, ..., Q̌l,r−5,
f̂l,r, f̂l,r−1, ..., f̂l,r−5,
V̂l,r, V̂l,r−1, ..., V̂l,r−5,
∆P̂refl,r ,∆P̂refl,r−1 , ...,∆P̂refl,r−5 ,
P̂ V l,r, P̂ V l,r−1, ..., P̂ V l,r−5,
wQ,NQ

− Q̌l,r = 0,
∀ r ∧ l = 1, ..., u
1 NQ  NQmaxI
NQi ∈ Z+, ∀ i = 1, ..., 4
(4.13)
A summary of the parameters for (4.12) and (4.13) is presented in Table 4.2. The size of
Table 4.2: NN-Based Black-box Model Configuration
Parameter Value Parameter Value
nx 5 ny 5
NPmax 50 NQmax 5
M 550 L 7
X 4
the population of the GA is 1000 individuals, and the maximum number of epochs for the
training of each candidate NN is limited to 500. The convergence criteria used for the GA is
a maximum of 200 generations, or 50 consecutive generations without any reduction in the
minimum MSE. The evolution of the MSE of NN-P and NN-Q, per generation, is presented
in Figure 4.9. More than 92,000 different candidate topologies for NN-P and NN-Q were
trained and validated against their corresponding available measurements, resulting in the
optimal configurations: NP
∗ = [40, 16, 37, 5] and NQ
∗ = [23, 49, 33, 19], being the number
of neurons in each NN’s hidden layers.
Based on NP
∗ and NQ
∗, the NN-P and NN-Q are then obtained by increasing the
maximum number of epochs for training to 1000. The performance regression of prediction
using NN-P and NN-Q for the training and validation data is presented in Figure 4.10.
Note that a good prediction was obtained, yielding correlation coefficients close to unity.
The MSE of the validation data considering the seven time series for NN-P and NN-Q were
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Figure 4.8: Optimal topology optimization process.
7.499× 10−5 p.u. and 1.282× 10−5 p.u., respectively.
4.2.4 Model Validation in Simulink
In order to validate the proposed aggregated BESS black-box model in simulations, the
transmission system discussed in Section 4.2.1 with the proposed NN-P and NN-Q ag-
gregated BESS models were implemented in Matlab Simulink. The black-box model is
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Figure 4.10: Correlation coefficient R for (a) training and (b) validation data for NN-P,
and (c) training and (d) validation data for NN-Q.
100
NN-P
































Figure 4.11: Simulink interface for the aggregated BESS model.
effectively integrated in the simulations as a controllable current source connected at Bus
0, which requires the interface presented in Figure 4.11. Note that P̌ and Q̌ are used to cal-
culate the current I injected at Bus 0, by dividing the aggregated BESS apparent power S
by the measured terminal voltage V , while the current angle θI is obtained by subtracting
the power factor angle φ from the voltage phase angle θV . The frequency measurements f
and θV are obtained through a PLL circuit.
A comparison between the detailed model and simulations based on the proposed ag-
gregated black-box BESS models was performed for all the cases described in Section 4.2.2.
In Figures 4.12 to 4.25 the simulation results for all cases are presented.
In Cases 1, 2, and 3 (Figures 4.12 to 4.17), the BESSs, operating in local control mode,
provides PFR, thus increasing their active power injections to help stabilize the dropping
frequency, resulting from the power reduction of the generators in the transmission system.
Notice that the system frequency is also affected by the changes in the PV generation
within the distribution system, which occurs at 8 s, 12 s, and 14 s; furthermore, since the
P̂ V input signal to the NN-P and NN-Q also changes at these times, fast transients that
quickly disappear are observed in P̂ and Q̂. Observe that NN-P can accurately reproduce
the aggregated active power injections P̂ . On the other hand, NN-Q outputs follow very




Figure 4.12: Aggregated BESS output for Case 1 (a) P̂ , (b) Q̂.
which is due to the fact that the initial steady-state voltage at Bus 0 in the Simulink
simulations is slightly larger than that in the original TSAT detailed model, as observed




Figure 4.13: System performance in Case 1 (a) f̂ , and (b) V̂ .
a direct impact on the voltage regulation capability of the BESS, as the PV sources are




Figure 4.14: Aggregated BESS output for Case 2 (a) P̂ , (b) Q̂.
The results for Cases 4 and 5 (Figures 4.18 to 4.21), demonstrate, first, that proper con-




Figure 4.15: System performance in Case 2 (a) f̂ , and (b) V̂ .
level, and, second, that the proposed NN-P and NN-Q are able to properly represent the
aggregated BESS response, even though the system response is considerably different from
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those obtained in the previous cases. Notice that NN-P tends to produce P̂ values slightly
larger than those in the detailed model, thus reducing the system oscillations faster. Sim-
ilar results are observed in Cases 6 and 7 (Figures 4.22 to 4.25), where, while P̂ remains
constant, changing only when NN-P receives a ∆P̂ref command, Q̂ varies according to the
voltage regulation requirements at the local buses.
Based on the aforementioned results, the proposed black-box model is shown to be
robust enough with respect to grid component model inaccuracies, as the measurements
were obtained in TSAT [60], while the black-box model simulations were performed on
Matlab’s Simscape based on three-phase models [74], with somewhat different component
models. Furthermore, note that the interface depicted in Figures 4.11 was introduced to
connect the black-box model to the transmission grid in Simscape, as opposed to the BESSs
being directly connected to the system as in the case of the TSAT simulations.
In order to demonstrate the generalization capability of the proposed model, two ad-
ditional cases, for which the NNs were not trained, were simulated. Thus, in Figures 4.26
and 4.27, the response of the aggregated BESSs providing PFR, for a reduction of 5%
in the power output of Gen 2 (Case 8) is presented; and in Figures 4.28 and 4.29, their
aggregated response while providing oscillation damping for a 50 ms short circuit at Bus 9
of the transmission system (Case 9) is depicted. Observe that the main trend of P̂ and Q̂
are still adequately reproduced in both cases, with a more significant difference for P̂ and
























































Figure 4.29: System performance in Case 9 (a) f̂ , and (b) V̂ .
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4.3 Summary
In this Chapter, black-box models were proposed to represent the aggregated response
of BESSs connected at the distribution level for contingencies at the transmission level.
The models comprised two NNs, one for P and the other for Q, whose topologies were
obtained using a GA-based approach to determine the optimal number of neurons in the
hidden layers. The NNs were trained, validated, and tested with data for nine different
transmission system contingencies using realistic benchmark test systems, demonstrating
through simulations that the proposed models could accurately reproduce the results ob-
tained from the previously proposed models with the BESSs providing different services,
while considering PV solar generation and loads. The resulting black-box model was able
to handle noise introduced in its input without compromising the accuracy of its output,
and also represented events for which it was not trained. The model proposed can thus
be readily applied by transmission system operators for studies where PV systems with
storage capacity are massively deployed, or as a planning tool to estimate the effects of




5.1 Summary and Conclusions
In this thesis, the impacts of grid-scale and distributed BESSs connected to ADNs, on the
transmission grid were investigated. For this purpose, appropriate and novel BESS models
and controls were proposed to facilitate the provision of grid services, such as frequency
and voltage regulation, low-frequency oscillation damping, and active and reactive power
injections. In addition, the development and validation of a dynamic a black-box model
to represent the aggregated effect at the transmission level of distributed BESS in an
ADN was presented. The proposed aggregated model facilitates studying the effects of
ADNs on transmission system, by avoiding the need for detailed modeling of medium- and
low-voltage systems for time-domain simulations.
In the first part of the thesis, the dynamic modelling of a BESS comprising multiple
parallel VSCs and dc-to-dc converters per VSC, was addressed in detail. The battery bank
associated with each dc-to-dc converter was modeled as a voltage source in series with a
resistor, representing the internal voltage and resistance of a battery array forming the
battery bank, which allows modeling degraded battery cells, characterized by larger resis-
tance and lower internal voltages. An average model per-switching period of a bidirectional
dc-to-dc converter has derived, which is the interface between the battery bank and the
VSC. The average model of a VSC and the dynamics of a first-order filter complemented
the BESS model. Then, a two-level hierarchical control strategy was proposed for the
BESS. In the first level, or plant controller, frequency and voltage signals were used to
calculate BESS’ power reference values based on a particular mode of operation defined
by a control flag, i.e., constant PQ, constant power factor, voltage regulation, frequency
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regulation (PFR or SFR), POD, or simultaneous POD and frequency regulation. These
reference values were then passed to the second level, where they were converted into cur-
rent reference values, checked to prevent VSC overloading, and passed to a decoupled dq
current controller, to control the effective P and Q injections, with the dc-to-dc converter
controlling the dc-link voltage.
The proposed BESS model was validated against detailed EMT simulations for their
equivalency, except during large transients when the EMT model tends to hit limits more
often, thus affecting the control response. Thereafter, the impact of grid-scale BESSs on
transmission systems was investigated, first by simulating several small-sized BESSs units
connected at the load buses of a modified WSCC 9-bus test system, and then, as a single
large-size BESS connected at a load bus of the same test system, as to provide different grid
services in the presence of system disturbances, such as short circuits, generator trippings,
and load changes. It was demonstrated that, in most cases, the proposed BESS controls
were very effective in regulating the voltage and frequency, and damp low-frequency os-
cillations; however, when battery degradation was considered, the effectiveness of BESS
to provide these services was considerably compromised because of the operation of the
dc-to-dc converter controller, particularly for frequency regulation. It was shown that
this behaviour was not captured by existing industry-grade BESS models in simulations,
because of lack of representation of the dc-to-dc converter in these models.
In the second part of the thesis, a methodology was proposed to develop a black-box
model that represents the aggregated effect of multiple ADN BESSs on the transmission
grid. Two NARX NNs were used to represent the aggregated BESS P and Q injections at
the boundary bus between the ADN and the transmission system, which were trained with
measurements obtained at this bus. The inputs of the black-box model were the voltage and
frequency at the boundary bus; a signal that can externally modify the power references
(Pref and Qref ) of the individual BESS, controlled by a centralized entity at the ADN
level; and a signal proportional to the solar irradiation to capture the behaviour of the PV
generation embedded in the ADN, which directly affects the BESS operation. The optimal
topologies of the NNs were obtained using GA, which seeks to minimize the NNs’ prediction
errors with respect to the actual measurements, i.e., the entry vector containing the number
of neurons per layer. To test this methodology, detailed simulations were performed using
a commercial-grade software for power system analysis, based on a test system comprise
of multiple BESSs connected to a CIGRE benchmark ADN connected to a load bus of the
9-bus WSCC benchmark transmission network, from where the required measurements
were obtained. It was demonstrated that the black-box model, with aggregated models of
the loads and PV generation, were accurate enough to represent detailed simulations, not
only for the same events from which the training data was obtained, but also for untrained
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events.
The following conclusions can be drawn from the presented work:
• The additional controls proposed in this thesis for BESS, which are not considered
in existing models, such as the WECC model, namely, SFR control and OD, can
significantly improve the contribution of a grid-scale BESS to the stability of the
transmission grid, with fewer control logic flags and regulation paths than existing
model controls.
• The inclusion of the dynamics of the dc-to-dc converter and decoupled dq current
control in the BESS model is shown to be important, especially when degradation
of the battery cells are considered. However, modeling this requires a much smaller
integration step depending on the software used, which also increases the simulation
times.
• The proposed black-box model can accurately reproduce the results obtained from
detailed models, with the BESSs providing different services, while considering PV
solar generation and loads.
• The obtained black-box models are robust, as they are able to handle white noise in
their inputs without compromising the accuracy of their outputs, and are also able
to represent events for which they were not trained. The model proposed in this
thesis can thus be readily applied by transmission system operators for studies where
PV systems with storage capacity are massively deployed, or as a planning tool to
estimate the effects on transmission systems of increasing penetration of distributed
PV generation and BESS at distribution systems.
5.2 Contributions
The main contributions of this thesis can be summarized as follows:
• Propose and validate a novel average BESS model for transmission system dynamic
studies, which integrates the battery banks and dc-to-dc converter and its controls at
the dc side of the VSC. This model can be parametrized to simulate new or existing
BESS facilities, considering the degradation of the battery cells.
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• Demonstrate the relevance of modelling the dc side of a bulk BESS facility connected
to a transmission system, especially for applications such as frequency regulation,
voltage control, and transient stability, showing specifically the effects of degradation
of the battery cells and limits in the dc-to-dc converter controller on the dynamic
response of the BESS.
• Assess the effectiveness of proposed oscillation damping, secondary frequency regu-
lation, and voltage regulation controllers, and evaluate the contributions of a large
BESS to the stability of a transmission system.
• Integrate the proposed parametrizable novel model of the BESSs in a commercial-
grade software package used for dynamic analysis of power systems, demonstrating its
advantages over existing and well-accepted models in the presence of contingencies.
• Propose and demonstrate a methodology to develop a NN-based black-box model
that accurately reproduces the aggregated behaviour of distributed BESSs providing
different grid services, namely, frequency regulation, oscillation damping, constant
power injections, and voltage regulation. The proposed methodology optimizes the
topology of a black-box model based on GA, while considering the NN’s training
times and the black-box model’s sensitivity to small variations, using white noise in
its inputs to improve the model robustness.
• Study and illustrate the impact of distributed BESSs on a benchmark transmission
system, for different grid contingencies, based on a benchmark ADN.
The results discussed in Chapters 3 have been published in [75] and [76], while the results
in Chapter 4 have been submitted for publication in [77].
5.3 Future Work
Future research may be carried out to address the following issues:
• Incorporate the effect of SoC on the battery internal voltage, by using more detailed
models, such as those depicted in Figure 2.3.
• Apply the proposed BESS model for studies in a large power systems, such as the
Ontario’s power system, to study the potential of a large BESS facility to improve
grid real operations.
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• Apply the proposed methodology to develop a black-box model based on actual
measurements from an actual ADN.
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